




















 OSP APPLICATION Date: 1/13/2012 

APC by Schneider Electric 

EPS 7000/8000 UPS 

4.2 Test Summary 

 

Test Report 58195R10 – UUT3  

EPS8000 – Bottom Entry Cabinet 

Reference No.: 0M-E8TABOT-ENT 

0.108” Cold Rolled Steel 

36”W x 39”D x 82”H, 810 lbs 

 

Tested with two mounting configurations: 

UUT3A – bracket mounted using:  (2) seismic brackets & (4) ½” Grade 5 or M12 8.8 bolts 

UUT3B – directly floor mounted using:  (4) ½” Grade 5 or M12 8.8 bolts 

 

 

 

 

There are no internal components. 
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