£ California — .
as '7 bd State of California — Health and Human Services Agency

Office of Statewide Health Planning and Development

Facilities Development Division www.oshpd.ca.gov/fdd
400 R Street. Suite 200, Sacramento, California 95811-6213 Phone (916) 440-8300 Fax (916} 654-2973

APPLICATION FOR PREAPPROVAL

SPECIAL SEISMIC CERTIFICATION OF EQUIPMENT AND COMPONENTS

For Office Use Onl :
APPLICATION NO. Check whether application is: NEW | X [RENEWAL

OSP - 0220-10

APC by Schneider Electric Henrik Nicolaisen
Manufacturer Manufacturer's Technical Representative

Silcon Allé, 6000 Kolding, Denmark
Mailing Address

+4572 19 02 54 Henrik.Nicolaisen@Schneider-Electric.com
Telephone E-mail Address

1.0

- Symmetra PX 250/500 Uninterrupted Power Supply (UPS)

Product Name Product Type

SY125K250D- SY500K500D
Product Model No. (List all unique product identification numbers and/or serial numbers)

General Description: Symmetra PX 250/500kw UPS systems consists of various configurations of the following units:
Battery Frame Enclosure, Battery Side Car, UPS Power Module Frame, UPS I/O Frame, Battery Break Enclosure,
Maintenance Bypass and Distribution Panel, Bottom Feed Frame and Ancillary Monitor Board and EPO Connection
and Trip Boards.

3.0

APC by Schneider Electric Henrik Nicolaisen
Applicant Company Name Contact Person
Silcon Alle, 6000 Kolding, Denmark
Mailing Address
+45 72 19 02 54 Henrik.Nicolaisen@Schneider-electric.com
Telephone E-mail Address

| hereby agree to reimburse the Office of Statewide Health Planning and Devélopment for the actual
costs incurred by the department for review.

AT 10/14/2011

Signature of Applicant Date
R&D, Engineering Team Leader APC by Schneider Electric
Title Company Name
OSH-FDD 759 State of California — Health and Human Services Agency
Page 1 of 12 Edmund G. Brown Jr., Governor,
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oS 7Dd “Equitable Healthcare Accessibility for Caltfornta
Office of Statewide Health Planning and Development

Registered Design Professional Preparing the Report

4.0 . . -
University of Alabama - Birmingham
Company Name
Lee Gholamreza Moradi C41383
Contact Name California License Number
4824 Sulphur Springs Rd, Hoover, AL 35226
Mailing Address
205-975-2718 moradi@uab.edu
Telephone E-mail Address
California Licensed Structural Engineer Review and Acceptance of the Report
5.0 ;
Forell-Elsesser Engineers, Inc.
Company Name
Marco Scanu, SE S4454
Contact Name California License Number
160 Pine St., 6" Fir., San Francisco, CA 94111
Mailing Address
415-837-0700 m.scanu@forell.com
Telephone E-mail Address
Anchorage Pre-Approval
6.0

[0  Anchorage is pre-approved under OPA-
(Separate application for anchorage pre-approval is required)

< Anchorage is not Pre-approved

Certification Method
7.0 Testing in accordance with: Xl ICC-ES AC-156 [] Other (Please Specify):
[0  Analysis

[0  Experience data
O Combination of Testing, Analysis, and/or Experience Data (Please Specify):

Testing Laboratory (if applicable)

8.0
Wyle Laboratories Rod Thornberry
Company Name Contact Name
7800 Hwy 20, Huntsville, AL 35806
Mailing Address
(256) 837-4411
Telephone E-mail

OSH FDD 759 State of California — Health and Human Services Agency
Page 2 of 12 Edmund G. Brown Jr., Governor
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Approval Parameters

9.0
Design in accordance with ASCE 7-05 Chapter 13: [X] Yes [] No

Design Basis of Equipment or Components (F,/W,) = 1.22

Sos (Spectral response acceleration at short period) = 1.62g

a, (In-structure equipment or.component amplification factor) = 2.5

Ry, (Equipment or component response modification factor) = 6.0

I, (Importance factor) = 1.5

z/h (Height factor ratio) = 1.0

Equipment or Component fundamental period(s) = See attachment, “Resonant Frequency Summary”

Building period limits (if any) = n/a

Overall dimensions and weight (or range thereof) = See attachment, “Product Range Summary”
Equipment or Components @ grade designed in accordance with ASCE 7-05 Chapter 15: |:| Yes |Z] No

Design Basis of Equipment or Components (/W) =
Spbs (Spectral response acceleration at short period) =
S; (Spectral response acceleration at 1 second period) =
R (Response modification coefficient)=1.0
£, (System overstrength factor) =1.0
Cq (Deflection amplification factor) =1.0
lp (Importance factor) =1.5
Height to Center of Gravity above base =
Equipment or Component fundamental period(s) = Sec
Overall dimensions and weight (or range thereof) =

Tank(s) designed in accordance with ASME BPVC, 2007: [ ] Yes Xl No

10.0 List of attachments supporting the special seismic certification of equipment or components:

X Test Report O Drawings O Manufacturer’s Catalog
X Calculations X Other (Please Specify): SE Acceptance Letter, Product Range Summary,
CBC 2010 & AC156 Requirements Checklist
11.0 OSHPD Approval (For Office Use Oply) ;
WWT/A 10/14/1 1& December 31, 2016
Signature & Date Approval Expiration Date
M. R. Karim, SHFR Ses(g)= 1.62 2z2h=1.0
Name & Title Special Seismic Certification Valid Up to
Condition of Approval (if any):

OSH FDD 759 State of California — Health and Human Services Agency
Page 3 of 12 Edmund G. Brown Jr., Governor
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APC - Symmetra PX 250/500 kW
Product Range Summary

APC PX 250/500 Internal Components Manufacturer Testing
Status
12V - 9Ah VRLA Battery (C69) CSB Tested
12V - 9Ah VRLA Battery (G20) GS Tested
12V - 9Ah VRLA Battery (E85) Enersys Tested
12V - 9Ah VRLA Battery (E85) Panasonic Tested
Battery Monitor Board APC Tested
Battery Breaker Motor PSU ABB -~ Tested
Battery Shelves APC Tested
System PSU APC Tested
| Power Module Shelves ) APC Tested
lntelligé}\ﬁgcﬁjles [ - | APC Tested
GUI APC Tested
Interface PCB APC Tested
400A 4P Circuit Breaker ABB Tested
800A 4P Circuit Breaker ABB Tested
1200A 4P Circuit Breaker ABB Tested
800A 3p Service Switch ABB Tested
1000A 3p Service Switch > Square D Tested
Fuse and Sensir_rg PCB a o APC  Tested
500A Fuses Bussmann Tested
500A Fuses Ferraz Tested
630A Fuses Bussmann Tested
630A Fuses Ferraz Tested
1100A Fuses Bussmann Tested
1100A Fuses Ferraz Tested
305A 3p Contactor ABB Tested
800A 3p Contactor ABB Tested
SCR EUPEC Tested
SCR IXYS Tested
Copper Busbar Various Tested
T1 Subfeed ABB Tested
T3 Subfeed ABB Tested
T5 Subfeed ABB Tested




OSP APPLICATION

APC - Symmetra PX 250/500kW
Resonant Frequency Summary

10/10/2011

APC - Symmetra PX 250/500kW
Resonant Frequency Summary

UUT1a

Battery Frame/Sidecar (min.)

UUT1b
UPS PM & 1/0 Frames (min.)

Direction Frequency Period Frequency Period
Front-Back 13.0Hz 0.08 sec 6.1 Hz 0.16 sec
Side-Side 6.3 Hz 0.16 sec 5.1Hz 0.20 sec
Vertical 16.0 Hz 0.06 sec 19.0 Hz 0.05 sec
UuT2 UUT3

Battery Breaker Complete System (max.)
Direction Frequency | Period Frequency Period
Front-Back 9.0 Hz | 0.11sec 6.8 Hz 0.15 sec
Side-Side 47Hz | 0.21sec 4.8 Hz 0.21 sec
Vertical 23.0Hz | 0.04 sec 16.0 Hz 0.06 sec

FORELL/ELSESSER ENGINEERS, INC.

Structural Engineers
160 Pine St., 6th Floor
San Francisco, CA 94111

Gl



OSP APPLICATION
APC - Symmetra PX 250/500 kW

TEST SUMMARY

Tested Unit #1 (UUT 1A, UUT 1B, UUT 1C)

UUT 1A on the left, UUT 1B on the right, UUT 1C in the front

Date: 10/10/2011

?//7/



OSP APPLICATION
APC — Symmetra PX 250/500 kW

UuT 1A

Battery Frame with Sidecar (smallest battery configuration)

79"H x 42"W 43"D, '

1,852 Ibs (smallest Battery Frame Enclosure and Battery Side Car combined)
Floor mounted with {12} 4” — 13 Grade 5 bolts

System Unit Width | Depth | Height Material
Battery Frame Enclosure | 30” 43” 79" 2.5 mm High Strength
' Steel, NEMA 1

Battery Side Car 11.8 43" 79" 1.5 mm Steel, NEMA 1

Internal Components Manufacturer

Battery Units APC

12V - 9Ah VRLA Battery (C69) CcsB

12V - 9Ah VRLA Battery (G20) GS

12V - 9Ah VRLA Battery (E85) Panasonic, Enersys

Battery Monitor Board APC

Battery Breaker Motor PSU ABB

Battery Shelves APC

System PSU APC

400A 4P Circuit Breaker ABB

Fuse and Sensing PCB APC

Copper Busbar Various

Date: 10/10/2011



OSP APPLICATION

APC — Symmetra PX 250/500 kW

UUT 1B

Uninterruptible Power Supply [UPS] (smallest UPS configuration)

79"H x 47"W x43"D

1628 lbs (smallest UPS Power Module Frame and smallest UPS I/O Frame combined)

Floor mounted with (16) %" — 13 Grade 5 bolts

Date: 10/10/2011

System Unit Width | Depth | Height | Material
UPS Power Module Frame | 23.5” 43" 79" 1.5 mm Steel, NEMA 1
UPS I/O Frame 235 43" 79" 1.5 mm Steel, NEMA 1

Internal Components Manufacturer
25kW Power Module APC
250kVA Static Switch Module APC
System PSU APC
Power Module Shelves APC
Intelligence modules APC
GUI APC
Interface Boards APC
1000A 3p Service Switch Square D
630A Fuses Bussmann, Ferraz
305A 3p Contactor ABB
SCR EUPEC, IXYS
Copper Busbars Various

UUT 1C

Ancillary Monitor Board and EPO Connection and Trip Board

7"Hx 17"W x3"D

3.11lbs

Wall mounted with (6) No. 10-32 screws
Components Manufacturer
Ancillary Monitor Board and EPO connection and APC
Trip Board
Interface PCB APC

N



OSP APPLICATION

APC — Symmetra PX 250/500 kW

Tested Unit #2 (UUT 2)

UuT 2

Battery Breaker Enclosure

79"H x 24”"W 43”D, 1.5 mm Steel, NEMA 1
720 lbs

Floor mounted with (8) %” — 13 Grade 5 bolts

Date: 10/10/2011

Internal Components Manufacturer
S500A Fuses Ferraz
1200A 4p Circuit Breaker ABB
Interface PCB APC
Copper Busbar Various

ke



OSP APPLICATION Date: 10/10/2011
APC — Symmetra PX 250/500 kW

Tested Unit #3 (UUT 3)

UuUT 3
Complete System (Largest Configuration)
79”H x 104"W 43D,

7,055 lbs (largest Battery Frame Enclosure, largest UPS Power Module Frame, Bottom Feed Frame,
largest UPS I/O Frame, and largest Maintenance Bypass and Distribution Panel)
Floor mounted with (30) 14” — 13 Grade 5 bolts

[



OSP APPLICATION
APC — Symmetra PX 250/500 kW

UuT 3

System Unit Width | Depth | Height | Material

Battery Frame Enclosure 30" 43" 79" 2.5 mm High Strength
Steel, NEMA 1

UPS Power Module Frame | 23.5” | 43" 79" 1.5 mm Steel, NEMA 1

Bottom Feed Frame 11.8" | 43" 79" 1.5 mm Steel, NEMA 1

UPS I/O Frame 23.5" | 43" 79” 1.5 mm Steel, NEMA 1

Maintenance Bypass and 15.8” | 43" 79" 1.5 mm Steel, NEMA 1

Distribution Panel

Internal Components Manufacturer
25 kW Power Module APC
500kW Static Switch Module APC
Battery Units (48 total) APC

12V - SAh VRLA Battery (C69) CsSB

12V - 9Ah VRLA Battery (G20) GS

12V - 9Ah VRLA Battery (E85) Panasonic, Enersys
Battery Shelves APC
System PSU APC
Power Module Shelves APC
Intelligence modules APC

GUI APC
Interface PCB APC
800A 4p Circuit Breaker ABB
800A 3p Service Switch ABB
1000A 3p Service Switch Square D
Fuse and Sensing PCB APC
1100A Fuses Bussmann, Ferraz
800A 3p Contactor ABB

SCR EUPEC, IXYS
Copper Busbar Various

T1 subfeed x 2 pcs ABB

T3 subfeed ABB

T5 subfeed x 6 pcs ABB

Date: 10/10/2011



