
OFFICE OF STATEWIDE HEALTH PLANNING AND DEVELOPMENT 
FACILITIES DEVELOPMENT DIVISION 

“Access to Safe, Quality Healthcare Environments that Meet California’s Diverse and Dynamic Needs” 

STATE OF CALIFORNIA – HEALTH AND HUMAN SERVICES AGENCY 
OSH-FD-759 (REV 12/16/15)   Page 1 of 3 

APPLICATION FOR OSHPD SPECIAL SEISMIC 
CERTIFICATION PREAPPROVAL (OSP)

OFFICE USE ONLY 

APPLICATION #: OSP – 0457 – 10 

OSHPD Special Seismic Certification Preapproval (OSP) 

Type:   New   Renewal 

Manufacturer Information 

Manufacturer: 
Bevco Engineering Company (also branded under GE Healthcare, Siemens Healthcare USA, Varian 
Medical Systems, Hitachi Medical Systems, and Fuji Film Medical) 

Manufacturer’s Technical Representative: Robert Burkard 

Mailing Address: W222 N 5739 Miller Way, Sussex, WI 53089 

Telephone: (262) 820-2400 Email: BBurkard@bevcoengineering.com 

Product Information 

Product Name: Main Disconnect Panels  

Product Type: Control Panels 

Product Model Number:  See Certified Product Table attached 
(List all unique product identification numbers and/or part numbers) 

General Description: Main disconnect panels for various medical equipment.  Seismic enhancements made to the 

UUTs & modifications required to address anomalies observed during the tests shall be incorporated into the production units. 

Mounting Description: Rigid wall mounted. 

Applicant Information 

Applicant Company Name: Bevco Engineering Company 

Contact Person: Robert Burkard 

Mailing Address: W222 N 5739 Miller Way, Sussex, WI 53089 

Telephone: (262) 820-2400 Email: BBurkard@bevcoengineering.com 

I hereby agree to reimburse the Office of Statewide Health Planning and Development review fees in 
accordance with the California Administrative Code, 2016. 

Signature of Applicant: Date: 2/18/16 

Title: Vice President Company Name: Bevco Engineering Company 
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California Licensed Structural Engineer Responsible for the Engineering and Test Report(s) 
 

Company Name:  Forell/Elsesser Engineers, Inc. 
 

Name: Marco Scanu, SE California License Number: S4454 
 

Mailing Address: 160 Pine St., 6th Flr., San Francisco, CA 94111 
 

Telephone: (415) 837-0700 Email: m.scanu@forell.com 
 

Supports and Attachments Preapproval 
 

 Supports and attachments are preapproved under OPM-  

 (Separate application for OSHPD Preapproval of Manufacturer’s Certification (OPM) of Supports and attachments is required) 
 

 Supports and attachments are not preapproved 
 

Certification Method  

 

 Testing in accordance with:  ICC-ES AC156 
 

 Other (Please Specify):  

  

  
 

Testing Laboratory  
 

Company Name: DATASYST Engineering & Testing Services, Inc. 
 

Contact Name: Andrew Hoisington 
 

Mailing Address: S14 W33511 Hwy 18, Delafield, WI 53018 
 

Telephone: (800) 969-4050 Email: Andrew.Hoisington@datasysttest.com 
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Seismic Parameters 
 

Design in accordance with ASCE 7-10 Chapter 13:  Yes  No 
 

Design Basis of Equipment or Components (Fp/Wp) = 1.92 
   

 SDS (Design spectral response acceleration at short period, g) = 2.56 
  

 ap (In-structure equipment or component amplification factor) = 2.5 
  

 Rp (Equipment or component response modification factor) = 6.0 
  

 0 (System overstrength factor) = 2.0 
  

 Ip (Importance factor) = 1.5 
  

 z/h (Height factor ratio) =  1.0 
  

 Equipment or Component Natural Frequencies (Hz) =    See attachment, UUT Summary Sheets 
  

 Overall dimensions and weight (or range thereof) =  See attachment, Certified Products Table 
 
 

Equipment or Components @ grade designed in accordance with ASCE 7-10 Chapter 15:   Yes  No 
 

Design Basis of Equipment or Components (V/W) =   
  

 SDS (Design spectral response acceleration at short period, g) =   
  

 SD1 (Design spectral response acceleration at 1 second period, g) =   
  

 R (Response modification coefficient ) =   
  

 0 (System overstrength factor) =   
  

 Cd (Deflection amplification factor) =    
  

 Ip (Importance factor) =  1.5 
  

 Height to Center of Gravity above base =   
  

 Equipment or Component Natural Frequencies (Hz) =    
  

 Overall dimensions and weight (or range thereof) =   
  

Tank(s) designed in accordance with ASME BPVC, 2015:   Yes   No 
 

List of Attachments Supporting Special Seismic Certification 
 

 Test Report(s)  Drawings  Calculations  Manufacturer’s Catalog 
 

 Other(s) (Please Specify): Certified Products Table, Certified Subcomponents Table, UUT Summary Sheets 
 

OSHPD Approval (For Office Use Only) – Approval Expires on December 31, 2022 
 

Signature:     Date: May 5, 2016 
 

Print Name:  Timothy J. Piland Title:  SSE 
 

Special Seismic Certification Valid Up to :  SDS (g) =    2.56 z/h =    1 
 

Condition of Approval (if applicable):   
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Bevco Brand Control Panels

Max. Model
3

Weight (lbs) Number

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 CT***-****-B* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 CT***-****-B* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 XR***-****-** 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 XR***-****-** Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 MR***-****-B* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 MR***-****-B* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 DC***-****-B* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 DC***-****-B* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

      Notes

 1. All units comprise of enclosures filled with various subcomponents.  See certified subcomponent table.   

 2. All enclosures are wall mounted NEMA 1 or NEMA 12 rated. See Certified Enclosures.

 3. * denotes part numbers that have the same manufacturer, same materials, and similar configuration.  See nomenclature sheet for reference.

 4.  XR, CT, MR, all panels rated 200A or 225A require at least a 26" high enclosure.

 

BEVCO - Medical Systems Control Panels

I. Certified Product Table

Control Panel Type Width (in) Depth (in) Enclosure Type
2 Notes Test StatusHeight (in)

CT Main Disconnect Panels

X-Ray Main Disconnect Panels

MR Main Disconnect Panels

MR DC Lighting Panels
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Bevco Brand Control Panels

Max. Model
3

Weight (lbs) Number

BEVCO - Medical Systems Control Panels

I. Certified Product Table

Control Panel Type Width (in) Depth (in) Enclosure Type
2 Notes Test StatusHeight (in)

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 MI***-****-B* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 MI***-****-B* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 ST***-****-** 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 ST***-****-** Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 UV***-****-** 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 UV***-****-** Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 GEX***NM******* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 GEX***NM******* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

      Notes

Imaging  Undervoltage Trip Panels

 1. All units comprise of enclosures filled with various subcomponents.  See certified subcomponent table.   

 2. All enclosures are wall mounted NEMA 1 or NEMA 12 rated. See Certified Enclosures.

 3. * denotes part numbers that have the same manufacturer, same materials, and similar configuration.  See nomenclature sheet for reference.

 4.  XR, CT, MR, all panels rated 200A or 225A require at least a 26" high enclosure.

 

Nuclear Medicine (Molecular Imaging) 

Panels

Moleculary Imaging  Panels (Nuclear 

Medicine)

Imaging Shunt Trip  Control Panels
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Bevco Brand Control Panels

Max. Model
3

Weight (lbs) Number

BEVCO - Medical Systems Control Panels

I. Certified Product Table

Control Panel Type Width (in) Depth (in) Enclosure Type
2 Notes Test StatusHeight (in)

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1
GEX-PET-Trace,

Mini Pet Trace
4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12
GEX-PET-Trace,

Mini Pet Trace
Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

      Notes

 1. All units comprise of enclosures filled with various subcomponents.  See certified subcomponent table.   

 2. All enclosures are wall mounted NEMA 1 or NEMA 12 rated. See Certified Enclosures.

 3. * denotes part numbers that have the same manufacturer, same materials, and similar configuration.  See nomenclature sheet for reference.

 4.  XR, CT, MR, all panels rated 200A or 225A require at least a 26" high enclosure.

 

PET Panels
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Max. Model
3

Weight (lbs) Number

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 E4502xx-* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 E4502xx-* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 E4503xx-* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 E4503xx-* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 E4504xx-* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 E4504xx-* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 Rio* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 Rio* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

      Notes

BEVCO - Medical Systems Control Panels

I. Certified Product Table

Test Status

GE Healthcare Brand Control Panels
1

 1. All control panels are manufactured by BEVCO engineering and rebranded and sold by GE Healthcare.

 2.  All enclosures are wall mounted NEMA 1 or NEMA 12 rated. See Certified Enclosures.

 3. * denotes part numbers that have the same manufacturer, same materials, and similar configuration.  See nomenclature sheet for reference.

 4. XR, CT, MR, all panels rated 200 or 225A require at least a 26" high enclosure.

 5. All units comprise of enclosures filled with various subcomponents.  See certified subcomponent table.  

Control Panel Type Width (in) Depth (in)Height (in) Enclosure Type
2 Notes

E4502 Series

E4503 Series

Rio Main Disconnect Panels

E4504 Series
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Max. Model
3

Weight (lbs) Number

BEVCO - Medical Systems Control Panels

I. Certified Product Table

Test Status

GE Healthcare Brand Control Panels
1

Control Panel Type Width (in) Depth (in)Height (in) Enclosure Type
2 Notes

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 M7* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 M7* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 M3* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 M3* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 MR* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 MR* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 PET-MR* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 PET-MR* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

      Notes

PET-MR Main Disconnect Panels

 1. All control panels are manufactured by BEVCO engineering and rebranded and sold by GE Healthcare.

 2.  All enclosures are wall mounted NEMA 1 or NEMA 12 rated. See Certified Enclosures.

 3. * denotes part numbers that have the same manufacturer, same materials, and similar configuration.  See nomenclature sheet for reference.

 4. XR, CT, MR, all panels rated 200 or 225A require at least a 26" high enclosure.

 5. All units comprise of enclosures filled with various subcomponents.  See certified subcomponent table.  

M3xxxx Main Disconnect Panels

M7xxxxx Series Main Disconnect Panels

MR Main Disconnect Panels
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Max. Model
3

Weight (lbs) Number

BEVCO - Medical Systems Control Panels

I. Certified Product Table

Test Status

GE Healthcare Brand Control Panels
1

Control Panel Type Width (in) Depth (in)Height (in) Enclosure Type
2 Notes

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 Spinlab 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 Spinlab Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 GO* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 GO* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 DV* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 DV* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

      Notes

 1. All control panels are manufactured by BEVCO engineering and rebranded and sold by GE Healthcare.

 2.  All enclosures are wall mounted NEMA 1 or NEMA 12 rated. See Certified Enclosures.

 3. * denotes part numbers that have the same manufacturer, same materials, and similar configuration.  See nomenclature sheet for reference.

 4. XR, CT, MR, all panels rated 200 or 225A require at least a 26" high enclosure.

 5. All units comprise of enclosures filled with various subcomponents.  See certified subcomponent table.  

Spinlab Control Panels

GO Main Disconnect Panels

DV Main Disconnect Panels
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Max. Model
3

Weight (lbs) Number

30 20 9 85 Cooper B-Line NEMA 4/12 4 UUT-1

30-36 20-30 9 85-151 Cooper B-Line NEMA 4/12 IEC* 4 Interpolated

36 30 9 151 Cooper B-Line NEMA 4/12 4 UUT-2

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-8 40-281 Saginaw NEMA 1 IEC* 4 Interpolated

36 30 8 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 IEC* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

      Notes

Integrated Electrical Cabinets (IEC)

Siemens Healthcare USA Brand Control Panels
1

 1. All control panels are manufactured by BEVCO engineering and rebranded and sold by Siemens Healthcare USA

 2.  All enclosures are wall mounted NEMA 1, NEMA 12, or NEMA 4/12 rated. See Certified Enclosures.

 3. * denotes part numbers that have the same manufacturer, same materials, and similar configuration.  See nomenclature sheet for reference.

 4. XR, CT, MR, all panels rated 200 or 225A require at least a 26" high enclosure.

 5. All units comprise of enclosures filled with various subcomponents.  See certified subcomponent table.  

BEVCO - Medical Systems Control Panels

I. Certified Product Table

Control Panel Type Width (in) Depth (in)Height (in) Enclosure Type
2 Notes Test Status
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Max. Model
3

Weight (lbs) Number

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 2100CBB** 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 2100CBB** Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 600CBB** 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 600CBB** Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 OBI** 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 OBI** Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 VACU** 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 VACU** Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

      Notes

Varian Clinac Main Circuit Breaker 

Panels

Varian Clinac Main Circuit Breaker 

Panels

Varian OBI Circuit Breaker Panels

Varian Acuity Main Circuit Breaker 

Panels

BEVCO - Medical Systems Control Panels

I. Certified Product Table

Control Panel Type Width (in) Depth (in)Height (in) Enclosure Type
2 Notes Test Status

Varian Medical Systems Brand Control Panels
1

 1. All control panels are manufactured by BEVCO engineering and rebranded and sold by Varian Medical Systems.

 2.  All enclosures are wall mounted NEMA 1 or NEMA 12 rated. See Certified Enclosures.

 3. * denotes part numbers that have the same manufacturer, same materials, and similar configuration.  See nomenclature sheet for reference.

 4. XR, CT, MR, all panels rated 200 or 225A require at least a 26" high enclosure.

 5. All units comprise of enclosures filled with various subcomponents.  See certified subcomponent table.  
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Max. Model
3

Weight (lbs) Number

BEVCO - Medical Systems Control Panels

I. Certified Product Table

Control Panel Type Width (in) Depth (in)Height (in) Enclosure Type
2 Notes Test Status

Varian Medical Systems Brand Control Panels
1

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 VRJB** 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 VRJB** Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 VWB** 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 VW** Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 XIM** 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 XIM** Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

      Notes

Varian Relay Junction Control Panels

Varian True Beam Main Disconnect 

Panels

Varian C Series Ximatron Main Breaker 

Panels

 1. All control panels are manufactured by BEVCO engineering and rebranded and sold by Varian Medical Systems.

 2.  All enclosures are wall mounted NEMA 1 or NEMA 12 rated. See Certified Enclosures.

 3. * denotes part numbers that have the same manufacturer, same materials, and similar configuration.  See nomenclature sheet for reference.

 4. XR, CT, MR, all panels rated 200 or 225A require at least a 26" high enclosure.

 5. All units comprise of enclosures filled with various subcomponents.  See certified subcomponent table.  
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Max. Model
3

Weight (lbs) Number

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 HI CT * 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 HI CT * Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 HI XR * 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 HI XR * Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 HI MR * 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 HI MR * Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 HI PET * 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 HI PET * Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

      Notes

BEVCO - Medical Systems Control Panels

I. Certified Product Table

Control Panel Type Width (in) Depth (in)Height (in) Enclosure Type
2 Notes Test Status

Hitachi Medical Systems Brand Control Panels
1

CT Scanner Main Disconnect Panels

X-Ray Main Disconnect Panels

MR Main Disconnect Panels

PET Main Disconnect Panels

 1. All control panels are manufactured by BEVCO engineering and rebranded and sold by Hitachi Medical Systems

 2.  All enclosures are wall mounted NEMA 1 or NEMA 12 rated. See Certified Enclosures.

 3. * denotes part numbers that have the same manufacturer, same materials, and similar configuration.  See nomenclature sheet for reference.

 4. XR, CT, MR, all panels rated 200 or 225A require at least a 26" high enclosure.

 5. All units comprise of enclosures filled with various subcomponents.  See certified subcomponent table.  
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Max. Model
3

Weight (lbs) Number

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 FM* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 FM* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

24 15 6 40 Saginaw NEMA 1 UUT-4, UUT-6

24-36 15-30 6-12 40-281 Saginaw NEMA 1 FUJIAUXL* 4 Interpolated

36 30 12 281 Saginaw NEMA 1 4 UUT-7

20 22 8 72 Saginaw NEMA 12 UUT-8

20-60 22-38 8-12 72-484 Saginaw NEMA 12 FUJIAUXL* Interpolated

60 38 12 484 Saginaw NEMA 12 UUT-10

      Notes

 1. All control panels are manufactured by BEVCO engineering and rebranded and sold by Fuji Film Medical

 2.  All enclosures are wall mounted NEMA 1 or NEMA 12 rated. See Certified Enclosures.

 3. * denotes part numbers that have the same manufacturer, same materials, and similar configuration.  See nomenclature sheet for reference.

 4. XR, CT, MR, all panels rated 200 or 225A require at least a 26" high enclosure.

 5. All units comprise of enclosures filled with various subcomponents.  See certified subcomponent table.  

Main Disconnect Control Panels

Auxilary Control Panels

BEVCO - Medical Systems Control Panels

I. Certified Product Table

Control Panel Type Width (in) Depth (in)Height (in) Enclosure Type
2 Notes Test Status

Fuji Film Medical Brand Control Panels
1
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Max.

Weight (lbs)

30 20 9 85 Cold formed steel 30208-SD UUT-1

30 20 9 92 Cold formed steel 30208-SD UUT-5

30-36 20-30 9 85-151 Cold formed steel *-SD INTERPOLATED

36 30 9 151 Cold formed steel 36308-SD UUT-2

24 15 6 42 Cold formed steel SCE-24N1506LP UUT-6

24 15 6 57 Cold formed steel SCE-24N1506LP UUT-4

24-36 15-30 6-12 42-281 Cold formed steel SCE-*N*LP INTERPOLATED

36 30 12 281 Cold formed steel SCE-36N3012LP UUT-7

20 22 9 73 Cold formed steel SCE-20SA2208LPPL UUT-8

42 31 11 224 Cold formed steel SCE-42XEL3110LP UUT-3

48 38 9 264 Cold formed steel SCE-48SA3808LPPL UUT-11

20-60 22-38 9-12 73-484 Cold formed steel
SCE-*SA*LPPL

SCE-*XEL*
INTERPOLATED

60 38 13 484 Cold formed steel SCE-60SA3812LPPL UUT-10

NEMA 1 SAGINAW ENCLOSURES

NEMA 12 SAGINAW ENCLOSURES

Control Panel Enclosures Width (in) Depth (in)

BEVCO - Medical Systems Control Panels

II. Certified Subcomponents Table

Model Number Test Status

COOPER B-LINE ENCLOSURES 

(NEMA 4/12)

Height (in)
Construction 

Material*

*Carbon Steel
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SAGINAW SCE-20P20 UUT-8

SAGINAW SCE-* Interpolated

SAGINAW SCE-36N30MP UUT-7

SAGINAW SCE-42P30GALV UUT-3

SAGINAW SCE-48P36 UUT-11

SAGINAW SCE-60P36 UUT-10

SAGINAW SCE-24N15MP UUT-4, UUT-6

B-LINE 3630P UUT-2

B-LINE 30*, 36* Interpolated

B-LINE 3020P UUT-1, UUT-5

Enclosure Vent SAGINAW SCE-AVK43 UUT-3

GE SEHA24AT0030 UUT-5

GE SEHA36AT0030 UUT-4, UUT-8,UUT-11

GE SEHA36AT0100 UUT-5, UUT-7, UUT-11

GE SFHA36AT0250 UUT-11

GE SGHA36AT0400 UUT-11

GE SGHA36AT0600 UUT-7, UUT-10

GE SE*, SF*, SG*, SK* Interpolated

GE SKHA36AT1200 UUT-10

GE SRPE30A15 UUT-4, UUT-8

GE SRPE30A20 UUT-5

GE SRPE30A30 UUT-11

GE SRPE100A70 UUT-5

GE SRPE100A80 UUT-11

GE SRPE100A100 UUT-5

GE SRPF250A200 UUT-11

GE SRPG400A250 UUT-11

GE SRPG600A600 UUT-7, UUT-10

GE SR* Interpolated

GE SRPK1200A1200 UUT-10

Bell Alarm Switch GE SABAP1 UUT-8

GE SAST1 UUT-4, UUT-8

GE SA* Extrapolated
1

GE SAUV1 UUT-10, UUT-11

GE SA* Interpolated

GE SAUV3 UUT-7, UUT-10

GE SAUXPAB1 UUT-5, UUT-10

GE SA* Interpolated

GE SAUXPAB2 UUT-5, UUT-7

GE SC5L UUT-11

GE SC* Interpolated

GE SC6H UUT-10, UUT-11

GE SCH2 UUT-11

GE SC* Interpolated

GE SCH2K UUT-10

GE TH1 UUT-10

GE TH* Interpolated

GE TH2 UUT-7, UUT-10

Spectra Under Voltage Trip

Spectra Auxiliary Switch

Spectra - Record CB Operating Cable

Spectra Operating Handle

1. Extrapolated units differ in coil voltage rating only

Subpanels

Spectra Circuit Breakers and Accessories

Spectra Rating Plugs

Spectra Circuit Breakers 

Spectra Shunt Trip

BEVCO - Medical Systems Control Panels

II. Certified Subcomponents Table

Subcomponents Manufacturer Part #
Testing

Status
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BEVCO - Medical Systems Control Panels

II. Certified Subcomponents Table

Subcomponents Manufacturer Part #
Testing

Status

Disconnect Handle GE STDA1 UUT-8

GE SCOM1G UUT-11

GE SCOM1K UUT-10

GE SDOM1A UUT-8

GE SEFHM2 UUT-5

GE SC*, SD*, SE*, SG* Interpolated

GE SGOM2 UUT-7, UUT-10

GE TCAL124 UUT-10

GE TCAL125 UUT-10

GE TCAL18 UUT-4, UUT-5, UUT-8, UUT-11

GE TCAL18LV UUT-4, UUT-5, UUT-8, UUT-11

GE TCAL19PD3 UUT-8, UUT-11

GE TCAL29 UUT-11

GE TCAL40PD1 UUT-7

GE TCAL40PD3 UUT-10

GE TCLK265 UUT-7

GE TC* Interpolated

GE TCLK365 UUT-7, UUT-10, UUT-11

GE FBV16TE015R UUT-6, UUT-8

GE FCS36TE100R UUT-8

GE FB*, FC*, FE*, FG* Interpolated

GE FGH34TE600R1 UUT-7

GE FGN36DB250LF UUT-10

Disconnect Handle GE STDA1 UUT-8

Bell Alarm GE FABAM10W UUT-8

UV-Shunt Trip GE FAUVRJW UUT-8, UUT-10

GE FCAL12 UUT-6, UUT-8

GE FCAL14 UUT-6, UUT-8

GE FC* Interpolated

GE FCALK318H UUT-7, UUT-10

Thermal Magnetic Circuit Breakers and Accessories

GE THQC1115WL UUT-6, UUT-8

GE THQ* Interpolated

GE THQC32100WL UUT-7, UUT-10

GE TEB122020WL UUT-6, UUT-8

GE TEB*, TED*, THED* Interpolated

GE THED136150WL UUT-7, UUT-10

UV-Shunt Trip GE TEDUV1 UUT-7 UUT-10

GE TQCFMP3 UUT-6, UUT-8, UUT-10

GE TQ* Interpolated

GE TQCGFBMPA10 UUT-7, UUT-10

EP (IEC) Circuit Breakers and Accessories

GE EP101ULC0.5 UUT-4

GE EP101ULC01 UUT-11

GE EP101ULC03 UUT-11

GE EP* Interpolated

GE EP103ULD63 UUT-7, UUT-10

Circuit Breakers

Circuit Breakers

Operating Mechanism

Spectra Lug Kit

Lug Kit

Record Circuit Breakers

Mounting Plates

Record Circuit Breakers and Accessories
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BEVCO - Medical Systems Control Panels

II. Certified Subcomponents Table

Subcomponents Manufacturer Part #
Testing

Status

Manual Motor Starters

GE GPAC02LLA UUT-7, UUT-10

GE GP* Interpolated

GE GPAC11LLA UUT-7, UUT-10

GE GPAE11LLA UUT-7, UUT-10

GE GPAULRAAJ UUT-6, UUT-8

GE GPS1BHAR UUT-7, UUT-10

GE GPS1BSAA UUT-6, UUT-8

GE GPS2BHAK UUT-6, UUT-8

GE GP* Interpolated

GE GPS2BHAU UUT-7, UUT-10

C2000 Accessories

GE BCLF01 UUT-5

GE BCLF10 UUT-5, UUT-8

GE BC* Interpolated

GE BCLL20 UUT-6, UUT-7, UUT-8

Mechanical Interlock GE BELA02 UUT-7, UUT-10

Surge Suppressor GE BSLV3G UUT-5

GE CL00A310TD UUT-7, UUT-8

GE CL00A310TJ UUT-6

GE CL02A310TJ UUT-11

GE CL04A310M1 UUT-5

GE CL10A311M1 UUT-5

GE CL* Interpolated

GE CL10A311MJ UUT-4, UUT-10

GE CK12BE311D UUT-7, UUT-10

GE CK* Interpolated

GE CK75CE311D UUT-7, UUT-10

Relay GE MCRA040ATJ UUT-4, UUT-7, UUT-8, UUT-10

Timer GE MREBC10AC2 UUT-4, UUT-8

Timer Kit GE BTLF30C UUT-7, UUT-10

GE CKX01 UUT-7, UUT-10

GE CK* Interpolated

GE CKX03 UUT-7, UUT-10

Lug Kit Cover GE CM1CA5F UUT-7, UUT-10

GE RL4RA040T1 UUT-6, UUT-8

GE RL* Interpolated

GE RL4RA040TJ UUT-7, UUT-10

GE RT1B UUT-6, UUT-8

GE RT* Interpolated

GE RT5E UUT-7, UUT-10

Latch Mechanism GE RMLFD UUT-8

SOURIAU SMS4PDH1 UUT-5

SOURIAU SC16ML1S6 UUT-5

SOURIAU S* Interpolated

SOURIAU SMS9PDH1 UUT-5

Starter

Aux Contact

Aux Contact

Contactor

Relay

Overload Relay

Plugs

Lug Kit
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BEVCO - Medical Systems Control Panels

II. Certified Subcomponents Table

Subcomponents Manufacturer Part #
Testing

Status

LITTLEFUSE CCMR002 UUT-11

LITTLEFUSE LFJ602003CR UUT-4

BUSSMAN CHCC1DU UUT-5, UUT-6, UUT-11

BUSSMAN CHCC2DU
UUT-2, UUT-3, UUT-4, UUT-5, 

UUT-11

BUSSMAN CHCC3DU UUT-7, UUT-10

BUSSMAN CH* Interpolated

BUSSMAN CHM1DU UUT-4, UUT-8, UUT-10

BUSSMAN JM60400-1CR UUT-10

BUSSMAN JM*, HM*, RM* Interpolated

BUSSMAN JM60600-1CR UUT-10

BUSSMAN JT60030 UUT-6, UUT-8

BUSSMAN JT* Interpolated

BUSSMAN JTN60060 UUT-7, UUT-10

BUSSMAN LPJ60SP UUT-7, UUT-10

BUSSMAN LPJ150SP UUT-4

BUSSMAN LPJ400SP UUT-10

BUSSMAN LP*, FR*, KT* Interpolated

BUSSMAN LPJ600SP UUT-10

GE 9T51B0210 UUT-7, UUT-10

GE 9T58E0168 UUT-5

GE 9T58E0506 UUT-4, UUT-11

GE 9T58K0042 UUT-8

GE 9T5* Interpolated

GE 9T58K0055 UUT-7, UUT-10

BUSSMAN PDBFS204 UUT-4, UUT-5, UUT-8

BUSSMAN PDBFS220 UUT-1

BUSSMAN PDBFS330 UUT-7, UUT-10

BUSSMAN PDBFS500 UUT-1

BUSSMAN PDB* Interpolated

BUSSMAN PDBFS504 UUT-10

GE TNI100 UUT-6, UUT-8

GE TNIA400 UUT-11

GE TNIA600 UUT-7

GE TNI* Interpolated

GE TNIA1200 UUT-10

GE TGK12 UUT-6

GE TGK24 UUT-7

GE TGK42 UUT-10

GE TGL*, TGK*, Interpolated

GE TGL1 UUT-4, UUT-5

GE TGL8 UUT-7, UUT-10

PANDUIT UGB2/04146 UUT-1, UUT-2, UUT-3

Fuse Block

Fuse

Ground Bus

Transformers

Distribution Block

Neutral Bar
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BEVCO - Medical Systems Control Panels

II. Certified Subcomponents Table

Subcomponents Manufacturer Part #
Testing

Status

T-B ADR11-21 UUT-5

T-B ADR21 UUT-1

T-B ADR25-21
UUT-1, UUT-2, UUT-3, UUT-7, 

UUT-8, UUT-10, UUT-11

T-B ADR35 UUT-11

T-B ADR35-22 UUT-4

T-B ADR* Interpolated

T-B ADR60 UUT-3, UUT-8

BURNDY CYA6CL6 UUT-4

PANDUIT LCA1/0-56-X UUT-3, UUT-5

PANDUIT LCA2/0-56-X UUT-2

PANDUIT LCA410L UUT-3

PANDUIT LCA* Interpolated

PANDUIT LCA638L UUT-11

Ground Bus SQ D PK12GTA UUT-8, UUT-11

Telephone Cabinet SAGINAW 1212TCF UUT-11

Limit Switch HONEYWELL GLDB01A2A UUT-7, UUT-10

Battery
POWERSONIC PS1270

UUT-4, UUT-7, UUT-8, UUT-10, 

UUT-11

Rectifier BEVCO SD-300 UUT-10

GE CR420MAS UUT-6, UUT-10

GE CR420* Interpolated

GE CR420NAS UUT-5, UUT-7, UUT-8, UUT-10

GE CR420NA2
UUT-4, UUT-5, UUT-7, UUT-8, 

UUT-10

GE CR420* Interpolated

GE CR420NA4 UUT-6, UUT-10

GE CR420NPA0114 UUT-5

GE CR420NPL0222 UUT-4, UUT-7, UUT-8, UUT-10

GE CR420* Interpolate

GE CR420NPL044J UUT-6, UUT-10

GE 451WFPR1D01 UUT-4, UUT-7, UUT-8, UUT-10

GE 451* Extrapolated
1

1. Extrapolated units differ in pole configuration (NO/NC) or coil voltage

Relays IDEC RY4S-UDC12V UUT-10, UUT-11

IDEC SY4S-05 UUT-10,UUT-11

IDEC SY* Interpolated

IDEC SY4S-51F1 UUT-11

Name Plate GE P9ASTBS UUT-4, UUT-7, UUT-10, UUT-11

GE P9B01VN UUT-4, UUT-7, UUT-10, UUT-11

GE P9* Interpolated

GE P9B10VN UUT-4, UUT-7, UUT-10, UUT-11

GE PNPDNVJLV UUT-11

GE P* Interpolated

GE P9PTNVJLB UUT-4, UUT-7, UUT-10

Pilot Light GE P9SLVD UUT-11

Relay Socket

Relays

Light Module

Relay Socket

Contact Block

Compression Lug

Hold Down Clip

Lugs

 
05/05/2016

 
OSP-0457-10

 
Page 20 of 52



BEVCO - Medical Systems Control Panels

II. Certified Subcomponents Table

Subcomponents Manufacturer Part #
Testing

Status

GE P9SEM3RN UUT-4, UUT-7, UUT-10

GE P9SPLBGD UUT-4, UUT-7, UUT-10

GE P9* Interpolated

GE P9XPNRS UUT-11

GE CR104PBG00R1 UUT-4, UUT-8, UUT-10

GE CR104P* Interpolated

GE CR104PBG91B2 UUT-8, UUT-10

Switch GE CR104PSG74B91 UUT-8, UUT-10

Contact Block GE CR104PXC01F UUT-4, UUT-8, UUT-10

Name Plate GE CR104PXN1RP88 UUT-4

Shroud ABB CA18053 UUT-5

Push Button ABB CE4T10R02 UUT-5

ABB MCB10 UUT-5

ABB MC* Interpolated

ABB MCBH00 UUT-5

Light ABB MLBL01G UUT-5

Switch ABB MP131G UUT-5

WEIDMUELLER 101010 UUT-11

WEIDMUELLER 102010 UUT-11

WEIDMUELLER 10* Interpolated

WEIDMUELLER 102020 UUT-4, UUT-5, UUT-7, UUT-10

End Barrier
WEIDMUELLER 105000

UUT-4, UUT-5, UUT-7, UUT-10, 

UUT-11

Jumper WEIDMUELLER 105236 UUT-5, UUT-11

End Stop
WEIDMUELLER 106120

UUT-4, UUT-5, UUT-6, UUT-7, 

UUT-8, UUT-10, UUT-11

Clamp End PXC Phoenix 1201442 UUT-1, UUT-2, UUT-3

Bridge PXC Phoenix 3030284 UUT-3

End Cover PXC Phoenix 3030433 UUT-1, UUT-2, UUT-3

PXC Phoenix 3031487 UUT-1, UUT-2, UUT-3

PXC Phoenix 30* Interpolate

PXC Phoenix 3031500 UUT-1, UUT-2, UUT-3

End Barrier ALLEN BRADLEY 1492EBJ3 UUT-3

ALLEN BRADLEY 1492J3 UUT-1

ALLEN BRADLEY 1492* Interpolated

ALLEN BRADLEY 1492J4 UUT-3

PCL Module TECO SG212CRD UUT-6, UUT-10

Power Supply SIEMENS 6EP1333-3BA10 UUT-1, UUT-2, UUT-3

Power Supply RHINO PSB24-060S-3 UUT-6, UUT-10

Power Supply
PULS ML15.121

UUT-4, UUT-7, UUT-8, UUT-10, 

UUT-11

Ground Fault Monitor BENDER RCM420D2 UUT-11

Terminal Block

Terminal

Terminal Block

Push Button

Contact Block
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BEVCO - Medical Systems Control Panels

II. Certified Subcomponents Table

Subcomponents Manufacturer Part #
Testing

Status

BENDER W3S105 UUT-11

BENDER WR70X175S UUT-10

BENDER W* Interpolated

BENDER WR70X176S UUT-11

GE 2SHT-500 UUT-10

ACCU ENERGY CT203-600-5 UUT-11

ACCU ENERGY ACUVIM-IIW-M-5A-P1-AXM-NET UUT-10

ACCU ENERGY ACUVIM-IIW-D-5A-P1-AXM-NET UUT-11

GE EPM6000E UUT-11

ELECTRO SW SHARK 100-200 UUT-7, UUT-10

Terminal Block- CT short circuit TB GE 1KUGS-IKU-6-S 300V UUT-10

1N4001 UUT-1, UUT-3

1N4004 UUT-5

1N* Interpolated

1N4007 UUT-10, UUT-11

NTE NTE5802 UUT-4, UUT-7, UUT-10

Aux Contact SIEMENS 3RH19211EA11 UUT-1

SIEMENS 3RT10171BB41 UUT-3

SIEMENS 3RT10171BB4-43MA UUT-1, UUT-2, UUT-3

SIEMENS 3RT10361AV60 UUT-1

SIEMENS 3RT10461AV60 UUT-1

SIEMENS 3RT10566AR36 UUT-2, UUT-3

SIEMENS 3RT-1AK602028 UUT-2

SIEMENS 3RT20171BB4-43M4 UUT-5

SIEMENS 3RT* Interpolated

SIEMENS 3RT2017-BB40 UUT-5

SIEMENS 3TG10010BB4 UUT-1, UUT-3

Varistor SIEMENS 3RT19261BF00 UUT-1

SIEMENS 3RT19364EA2 UUT-1

SIEMENS 3RT* Interpolated

SIEMENS 3RT19464EA2 UUT-1

Terminal Block SIEMENS 3RT19554G UUT-2, UUT-3

Safety Relay SIEMENS 3TK2826-1CW30 UUT-1, UUT-2, UUT-3

SIEMENS 3RV10314HA10 UUT-1

SIEMENS 3R* Interpolated

SIEMENS 3RV20211JA10 UUT-3

SIEMENS TA2J6500 UUT-3

SIEMENS TA* Interpolated

SIEMENS TA6JD20 UUT-3

SIEMENS TSLF3 UUT-1, UUT-2, UUT-3

SIEMENS TS* Interpolated

SIEMENS TSSF3 UUT-3

Current Transformer

Power Meter

Diode

Terminal Cover

VISHAY

Motor Starter

Lug Kit

CB Cover

Contactor
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BEVCO - Medical Systems Control Panels

II. Certified Subcomponents Table

Subcomponents Manufacturer Part #
Testing

Status

SIEMENS 3RV20214CA10 UUT-3

SIEMENS 3R* Interpolated

SIEMENS 3RV20214EA10 UUT-3

SIEMENS 5SY41107 UUT-1, UUT-2, UUT-3

SIEMENS 5SY* Interpolated

SIEMENS JDX63B300 UUT-3

SIEMENS NDK3B100L UUT-1

SIEMENS NDK3R060L UUT-3

SIEMENS NDK3R100L UUT-2

SIEMENS NFK3R150L UUT-3

SIEMENS NFK3R250 UUT-2

SIEMENS NFK3R250L UUT-2

SIEMENS NDK* Interpolated

SIEMENS NDK3B125L UUT-1

Flange Mounted Accessory Kit SIEMENS FHOJ036 UUT-3

Cable SIEMENS FHOJCO48 UUT-3

SIEMENS W60992 UUT-3

SIEMENS N2250X UUT-5

Mounting Kit SIEMENS MSJ6 UUT-3

SIEMENS 3TA3FG20 UUT-2

SIEMENS 3T* Interpolated

SIEMENS 3TAW1FG350 UUT-1, UUT-2

SIEMENS TNKD3 UUT-3

SIEMENS TN* Interpolated

SIEMENS TNKF3 UUT-3

SIEMENS 3SB3244-6AA60 UUT-1, UUT-2, UUT-3

SIEMENS 3S* Interpolated

SIEMENS 3SU1102-6AA60-1AA0 UUT-2

SIEMENS 3SB32450AA41 UUT-1, UUT-2, UUT-3

SIEMENS 3SB32460AA21 UUT-1, UUT-2, UUT-3

SIEMENS 3SB* Interpolated

SIEMENS 3SB35001HA20 UUT-2, UUT-3

SIEMENS 3SU1001 1- AB40-0AA0 UUT-2

SIEMENS 3SU* Interpolated

SIEMENS 3SU1001 1- AB20-0AA0 UUT-2

Contact Block SIEMENS 3SB34000C UUT-2, UUT-3

Shroud SIEMENS 3SB39210AP UUT-2, UUT-3

Push Button

Light

Terminal

Neutral Bar

Circuit Breakers

Lug Kit
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

 

Test Report B103-17034-R2 – UUT 1 

Cooper B-Line Enclosure (NEMA 4/12) 

Cold Formed Carbon Steel 

30”H x 20W” x 9”D, 85 lbs 

Wall mounted using:  (4) - 3/8” bolts 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Building Test SDS 
z/h 

Horizontal Vertical 

Code Criteria (g) AFLX-H ARIG-H AFLX-V ARIG-H 

CBC 2016 
ICC-ES  

AC 156 
2.86 1 4.58 3.43 1.92 0.77 

Natural Frequencies Test Results 

F-B S-S V The UUT maintained structural integrity and functionality after the 

AC156 test. UUT full of contents during test. n/a n/a n/a 

 
05/05/2016

 
OSP-0457-10

 
Page 24 of 52



 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

 

 

Test Report B103-17034-R2 – UUT 1 

Cooper B-Line Enclosure (NEMA 4/12) 

Cold Formed Carbon Steel 

30”H x 20W” x 9”D, 85 lbs 

Wall mounted using:  (4) - 3/8” bolts 

 

Subcomponents Manufacturer Part # 

ENCLOSURE, 30X20X8 COOPER BLINE 30208-SD 

SUBPANEL COOPER BLINE 3620P 

DISTRIBUTION BLOCK, BUSSMAN PDBFS220 

DISTRIBUTION BLOCK, POWER ENC BUSSMAN PDBFS500 

GROUND BAR,6-PORTS PANDUIT UGB2/04146 

GROUND LUG, #14-2/0 T-B ADR21 

LUG,#6-250MCM,3/8" BOLT HOLE T-B ADR25-21 

CLAMP, END, PHOENIX E-UK PXC Phoenix 1201442 

END COVER ST 6 PXC Phoenix 3030433 

TERMINAL GRAY ST 6 PXC Phoenix 3031487 

TERMINAL GND ST 6 PXC Phoenix 3031500 

TERMINAL BLOCK,24A,GREY 
ALLEN 
BRADLEY 1492J3 

POWER SUPPLY SIEMENS 6EP1333-3BA10 

DIODE,1A,50 PRV VISHAY 1N4001 

AUX CONTACT SIEMENS 3RH19211EA11 

CONTACTOR, SAFETY-24VDC-2NC/2N SIEMENS 3RT10171BB4-43MA 

CONTACTOR, 3POLE 480VAC SIEMENS 3RT10361AV60 

CONTACTOR, NONREV S3 95A SIEMENS 3RT10461AV60 

CONTACTOR 20AMP 3NO 1NC SIEMENS 3TG10010BB4 

VARISTOR AX 400 600V SIEMENS 3RT19261BF00 

TERMINAL COVER SIEMENS 3RT19364EA2 

TERMINAL COVER SIEMENS 3RT19464EA2 

SIRIUS SAFETY RELAY SIEMENS 3TK2826-1CW30 

MOTOR STARTER PROTECTOR SIEMENS 3RV10314HA10 

CB COVER SIEMENS TSLF3 

CIRC BRKR 10A SIEMENS 5SY41107 

CIRCUIT BREAKER 100A 34KA SIEMENS NDK3B100L 

CIRCUIT BREAKER, 125A 35KA W LUGS SIEMENS NDK3B125L 

LUG KIT SIEMENS 3TAW1FG350 

WHITE INDICATOR LIGHT WITH LED SIEMENS 3SB3244-6AA60 

ILLUMINATED GREEN PUSH BUTTON SIEMENS 3SB32450AA41 

PUSHBUTTON ROUND RED FLAT SIEMENS 3SB32460AA21 
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BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 2 

Cooper B-Line Enclosure (NEMA 4/12) 

Cold Formed Carbon Steel  

36”H x 30W” x 9”D, 151 lbs 

Wall mounted using:  (4) - 3/8” bolts 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Building Test SDS 
z/h 

Horizontal Vertical 

Code Criteria (g) AFLX-H ARIG-H AFLX-V ARIG-H 

CBC 2016 
ICC-ES  

AC 156 
2.79 1 4.46 3.35 1.87 0.75 

Natural Frequencies Test Results 

F-B S-S V The UUT maintained structural integrity and functionality after the 

AC156 test. UUT full of contents during test. n/a n/a n/a 

 
05/05/2016

 
OSP-0457-10

 
Page 26 of 52



 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 2 

Cooper B-Line Enclosure (NEMA 4/12) 

Cold Formed Carbon Steel  

36”H x 30W” x 9”D, 151 lbs 

Wall mounted using:  (4) - 3/8” bolts 

 

Subcomponents Manufacturer Part # 

ENCLOSURE, 36X30X8 COOPER BLINE 36308-SD 

SUBPANEL COOPER BLINE 3630P 

FUSE BLOCK,2P,600V,30A,REJECT BUSSMAN CHCC2DU 

GROUND BAR,6-PORTS PANDUIT UGB2/04146 

LUG,#6-250MCM,3/8" BOLT HOLE T-B ADR25-21 

ONE HOLE LUG, 2/0 WIRE, 5/16 PANDUIT LCA2/0-56-X 

CLAMP, END,  PXC PHOENIX 1201442 

END COVER ST 6 PXC PHOENIX 3030433 

TERMINAL GRAY ST 6 PXC PHOENIX 3031487 

TERMINAL GND ST 6 PXC PHOENIX 3031500 

POWER SUPPLY SIEMENS 6EP1333-3BA10 

CONTACTOR, SAFETY-24VDC-2NC/2N SIEMENS 3RT10171BB4-43MA 

CONTACTOR, 90KW / 400V / AC-3 SIEMENS 3RT10566AR36 

CONTACTOR SIZE 0 120VCOIL SIEMENS 3RT-1AK602028 

TERMINAL BLOCK FOR CONT SIEMENS 3RT19554G 

SIRIUS SAFETY RELAY SIEMENS 3TK2826-1CW30 

CB COVER SIEMENS TSLF3 

CIRC BRKR 10A SIEMENS 5SY41107 

BREAKER, 100AMP, ADJUSTABLE SIEMENS NDK3R100L 

BREAKER,  250AMP, ADJUSTABLE SIEMENS NFK3R250 

BREAKER, VL 250A 3P 18K W/LUGS SIEMENS NFK3R250L 

LUG KIT SIEMENS 3TA3FG20 

LUG KIT SIEMENS 3TAW1FG350 

WHITE INDICATOR LIGHT WITH LED SIEMENS 3SB3244-6AA60 

ILLUMINATED GREEN PUSH BUTTON SIEMENS 3SB32450AA41 

PUSHBUTTON ROUND RED FLAT SIEMENS 3SB32460AA21 

PUSHBUTTON, ESTOP ACTUATOR SIEMENS 3SB35001HA20 

CONTACT BLOCK 1NC SIEMENS 3SB34000C 

SHROUD,E-STOP, GRAY SIEMENS 3SB39210AP 

PUSHBUTTON SIEMENS 3SU1001 1- AB40-0AA0 

PUSHBUTTON SIEMENS 3SU1001 1- AB20-0AA0 

PILOT LIGHT SIEMENS 3SU1102-6AA60-1AA0 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

 

Test Report B103-17034-R2 – UUT 3 

Saginaw NEMA 12 

Cold Formed Carbon Steel 

42”H x 31.38W” x 11”D, 223.5 lbs 

Wall mounted using:  (4) - 3/8” bolts 

 

 

 

 

 

 

 

 

 

 

 

 

 

Subcomponents Manufacturer Part # 

ENCLOSURE 42X31X10 SAGINAW SCE-42XEL3110LP 

SUBPANEL, BENT, GALVANIZED SAGINAW SCE-42P30GALV 

VENT SAGINAW SCE-AVK43 

FUSE BLOCK,2P,600V,30A,REJECT BUSSMAN CHCC2DU 

GROUND BAR,6-PORTS PANDUIT UGB2/04146 

LUG,#6-250MCM,3/8" BOLT HOLE T-B ADR25-21 

GROUND LUG, 2AWG-600MCM T-B ADR60 

ONE HOLE LUG, 1/0 AWG WIRE PANDUIT LCA1/0-56-X 

COMPRESSION LUG PANDUIT LCA410L 

CLAMP, END, PHOENIX E-UK PXC PHOENIX 1201442 

PLUG IN BRIDGE, 2 POLE PXC PHOENIX 3030284 

END COVER ST 6 PXC PHOENIX 3030433 

TERMINAL GRAY ST 6 PXC PHOENIX 3031487 

TERMINAL GND ST 6 PXC PHOENIX 3031500 

END BARRIER 
ALLEN 
BRADLEY 1492EBJ3 

TERMINAL BLOCK,32A,GREY 
ALLEN 
BRADLEY 1492J4 

 

 

 

 

 

 

 

Building Test SDS 
z/h 

Horizontal Vertical 

Code Criteria (g) AFLX-H ARIG-H AFLX-V ARIG-H 

CBC 2016 
ICC-ES  

AC 156 
2.88 1 4.61 3.46 1.93 0.78 

Natural Frequencies Test Results 

F-B S-S V The UUT maintained structural integrity and functionality after the 

AC156 test. UUT full of contents during test. n/a n/a n/a 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 3 

Saginaw NEMA 12 

Cold Formed Carbon Steel 

42”H x 31.38W” x 11”D, 223.5 lbs 

Wall mounted using:  (4) - 3/8” bolts 

 

Subcomponents Manufacturer Part # 

POWER SUPPLY SIEMENS 6EP1333-3BA10 

DIODE,1A,50 PRV VISHAY 1N4001 

CONTACTOR 12AMPS 24VDC SIEMENS 3RT10171BB41 

CONTACTOR, SAFETY-24VDC-2NC/2N SIEMENS 3RT10171BB4-43MA 

CONTACTOR, 90KW / 400V / AC-3 SIEMENS 3RT10566AR36 

CONTACTOR 20AMP 3NO 1NC SIEMENS 3TG10010BB4 

TERMINAL BLOCK FOR CONT SIEMENS 3RT19554G 

SIRIUS SAFETY RELAY SIEMENS 3TK2826-1CW30 

MOTOR STARTER SIEMENS 3RV20211JA10 

LUG KIT SIEMENS TA2J6500 

LUG KIT SIEMENS TA6JD20 

CB COVER SIEMENS TSLF3 

CB COVER VL DG150A SIEMENS TSSF3 

CIRCUIT BREAKER SZ S0 10/W SIEMENS 3RV20214CA10 

CIRCUIT BREAKER SZ S0 10/W SIEMENS 3RV20214EA10 

CIRC BRKR 10A SIEMENS 5SY41107 

SENTRON JD FRAME CIRC BRKR SIEMENS JDX63B300 

CIRCUIT BREAKER 60A 34KA SIEMENS NDK3R060L 

ADJUSTABLE BREAKER W/LUGS SIEMENS NFK3R150L 

FLANGE MOUNTED ACCESSORIES KIT SIEMENS FHOJ036 

CABLE, 48" SIEMENS FHOJCO48 

NEUTRAL BAR SIEMENS W60992 

KIT, MOUNTING SCREW SIEMENS MSJ6 

TERMINAL SIEMENS TNKD3 

TERMINAL SIEMENS TNKF3 

WHITE INDICATOR LIGHT WITH LED SIEMENS 3SB3244-6AA60 

ILLUMINATED GREEN PB WITH LED SIEMENS 3SB32450AA41 

PUSHBUTTON ROUND RED FLAT SIEMENS 3SB32460AA21 

PUSHBUTTON, ESTOP ACTUATOR SIEMENS 3SB35001HA20 

CONTACT BLOCK 1NC SIEMENS 3SB34000C 

SHROUD,E-STOP, GRAY SIEMENS 3SB39210AP 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

 

Test Report B103-17034-R2 – UUT 4 

Saginaw NEMA 1 

Cold Formed Carbon Steel 

24.31”H x 14.94W” x 5.88”D, 56.5 lbs 

Wall mounted using:  (4) – 1/4” bolts 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Building Test SDS 
z/h 

Horizontal Vertical 

Code Criteria (g) AFLX-H ARIG-H AFLX-V ARIG-H 

CBC 2016 
ICC-ES  

AC 156 
2.56 1 4.10 3.07 1.72 0.69 

Natural Frequencies Test Results 

F-B S-S V The UUT maintained structural integrity and functionality after the 

AC156 test. UUT full of contents during test. n/a n/a n/a 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

 

Test Report B103-17034-R2 – UUT 4 

Saginaw NEMA 1 

Cold Formed Carbon Steel 

24.31”H x 14.94W” x 5.88”D, 56.5 lbs 

Wall mounted using:  (4) – 1/4” bolts 

 

Subcomponents Manufacturer Part # 

ENCLOSURE 24X15X6 NEMA 1 SAGINAW SCE-24N1506LP 

SUBPANEL SAGINAW SCE-24N15MP 

CIRCUIT BREAKER FRAME,3P,30A GE SEHA36AT0030 

RATING PLUG, 15A GE SRPE30A15 

SHUNT TRIP,120VAC GE SAST1 

LUG KIT, #12-3/0 GE TCAL18 

LUG KIT, LOW VOLTAGE TAP GE TCAL18LV 

CIRCUIT BREAKER, 0.5 AMP. DC GE EP101ULC0.5 

CONTACTOR,AC,104A,75HP,120V GE CL10A311MJ 

RELAY,4 NO, 120VAC GE MCRA040ATJ 

TIMER,ELECTRONIC,0.5-60SEC. GE MREBC10AC2 

FUSE BLOCK, 3P, 200A, CLASS J LITTLEFUSE LFJ602003CR 

FUSE BLOCK,2P,600V,30A,REJECT BUSSMAN CCHCC2D 

FUSE BLOCK,1P,600V,30A BUSSMAN CCHM1D 

FUSE, CLASS J, 150A BUSSMAN LPJ150SP 

TRANSFORMER,208/400:120,250VA GE 9T58E0506 

POWER DISTRIBUTION BLOCK 175A BUSSMAN PDBFS204 

GROUND BUS, 125A GE TGL1 

AL/CUL LUG T-B ADR35-22 

LUG,6AWGx1/2 HOLE BURNDY CYA6CL6 

BATTERY, 12VDC, 7Ah, .250 Tabs POWERSONIC PS1270 

RELAY SOCKET,DPDT,DIN RAIL MTG GE CR420NA2 

RELAY,DPDT,LED,12VDC GE CR420NPL0222 

RELAY, PLUGGABLE, 12VDC COIL GE 451WFPR1D01 

NAMEPLATE GE P9ASTBS 

CONTACT BLOCK, NC, IEC GE P9B01VN 

CONTACT BLOCK, NO, IEC GE P9B10VN 

LIGHT MODULE GE P9PTNVJLB 

PUSHBUTTON OPERATOR,EMER-OFF GE P9SEM3RN 

PUSHBUTTON OPERATOR GE P9SPLBGD 

PUSHBUTTON,RED,FLUSH,NEMA GE CR104PBG00R1 

CONTACT BLOCK,1NC,FINGER SAFE GE CR104PXC01F 

EMERGENCY OFF NAMEPLATE GE CR104PXN1RP88 

TERMINAL BLOCK, 50A, BEIGE WEIDMUELLER 102020 

END BARRIER, WAP 2.5-10, BEIGE WEIDMUELLER 105000 

END STOP, WEW 35/2 WEIDMUELLER 106120 

POWER SUPPLY,15V,1.3A,100-240V PULS ML15.121 

DIODE (SUB FOR 1N5624) NTE NTE5802 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 5 

Cooper B-Line Enclosure (NEMA 4/12) 

Cold Formed Carbon Steel 

30”H x 20W” x 9”D, 91.5 lbs 

Wall mounted using:  (4) – 3/8” bolts 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Building Test SDS 
z/h 

Horizontal Vertical 

Code Criteria (g) AFLX-H ARIG-H AFLX-V ARIG-H 

CBC 2016 
ICC-ES  

AC 156 
2.86 1 4.58 3.43 1.92 0.77 

Natural Frequencies Test Results 

F-B S-S V The UUT maintained structural integrity and functionality after the 

AC156 test. UUT full of contents during test. n/a n/a n/a 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 5 

Cooper B-Line Enclosure (NEMA 4/12) 

Cold Formed Carbon Steel 

30”H x 20W” x 9”D, 91.5 lbs 

Wall mounted using:  (4) – 3/8” bolts 

 

Subcomponents Manufacturer Part # 

ENCLOSURE, 30X20X8 COOPER BLINE 30208-SD 

SUBPANEL COOPER BLINE 3620P 

CIRCUIT BREAKER,SPECTRA,100A GE SEHA36AT0100 

RATING PLUG, 20A GE SRPE30A20 

RATING PLUG 70A GE SRPE100A70 

RATING PLUG,100A GE SRPE100A100 

AUXILIARY SWITCH, CB GE SAUXPAB1 

AUXILIARY SWITCH GE SAUXPAB2 

OPERATING MECHANISM GE SEFHM2 

LUG KIT, #12-3/0 GE TCAL18 

LUG KIT, LOW VOLTAGE TAP GE TCAL18LV 

AUX CONTACT GE BCLF01 

AUX CONTACT FOR CL01A31T_,N.O. GE BCLF10 

SUPPRESSOR,SURGE, ALL CL CONT. GE BSLV3G 

CONTACTOR,IEC,3P,32A,24V GE CL04A310M1 

CONTACTOR,AC,104A,24VAC COIL GE CL10A311M1 

RECT PLUG, 4 POS SOURIAU SMS4PDH1 

PLUG SOURIAU SC16ML1S6 

RECT PLUG, 9 POS SOURIAU SMS9PDH1 

FUSE BLOCK, 1P, 30A, CLASS CC BUSSMAN CHCC1DU 

FUSE BLOCK,2P,600V,30A,REJECT BUSSMAN CHCC2DU 

TRANSFORMER,200-480:24-48 GE 9T58E0168 

POWER DISTRIBUTION BLOCK 175A BUSSMAN PDBFS204 

GROUND BUS, 125A GE TGL1 

GROUND LUG,2 COND #14-1/0 T-B ADR11-21 

ONE HOLE LUG, 1/0 AWG WIRE PANDUIT LCA1/0-56-X 

HOLD DOWN CLIP, 2PDT RELAY GE CR420NAS 

RELAY SOCKET,DPDT,DIN RAIL MTG GE CR420NA2 

RELAY,1PDT,24VDC GE CR420NPA0114 

SHROUD, EMERGENCY STOP ABB CA18053 

PUSH BUTTON, ESTOP ABB CE4T10R02 

CONTACT BLOCK 1NO ABB MCB10 

CONTACT BLOCK  ABB MCBH00 

LIGHT, GREEN LED 24V ABB MLBL01G 

SWITCH, GREEN ABB MP131G 

TERMINAL BLOCK, 50A, BEIGE WEIDMUELLER 102020 

END BARRIER, WAP 2.5-10, BEIGE WEIDMUELLER 105000 

JUMPER,2P,WEIDMULLER WQV 6/2 WEIDMUELLER 105236 

END STOP, WEW 35/2 WEIDMUELLER 106120 

DIODE  VISHAY 1N4004 

CONTACTOR W/AUX BLOCK SIEMENS 3RT20171BB4-43M4 

CONTACTOR SIEMENS 3RT2017-BB40 

NEUTRAL SIEMENS N2250X 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 6 

Saginaw NEMA 1 

Cold Formed Carbon Steel 

24.31”H x 14.94W” x 5.88”D, 41.5 lbs 

Wall mounted using:  (4) – 1/4” bolts 

 

 

 

 

 

 

 

 

 

 

 

Subcomponents Manufacturer Part # 

ENCLOSURE 24X15X6 NEMA 1 SAGINAW SCE-24N1506LP 

SUBPANEL SAGINAW SCE-24N15MP 

RECORD CIRCUIT BREAKER 1P 15A 347V GE FBV16TE015R 

LUG KIT, SINGLE, RECORD PLUS GE FCAL12 

LUG KIT FC 4-1/0 CU/AL GE FCAL14 

CIRCUIT BREAKER,1P,15A,BASEMTD GE THQC1115WL 

CIRCUIT BREAKER,2P,240V,20A GE TEB122020WL 

PLATES, MOUNTING GE TQCFMP3 

STARTER, MOTOR MANUAL 120V GE GPAULRAAJ 

STARTER, MOTOR MANUAL GE GPS1BSAA 

STARTER, MANUAL 6.3-10 A GE GPS2BHAK 

AUX CONTACT BLOCK,2-N.O. GE BCLL20 

CONTACTOR,IEC,3P,GE,10A GE CL00A310TJ 

RELAY, 4 POLE, 4NO/0NC,24VAC GE RL4RA040T1 

OVERLOAD RELAY,.16-.25A GE RT1B 

FUSE BLOCK, 1P, 30A, CLASS CC BUSSMAN CHCC1DU 

FUSEBLOCK,1POLE,600V,30A BUSSMAN JT60030 

NEUTRAL BAR GE TNI100 

GROUND BUS, (10) #4-#14, 125A GE TGK12 

HOLD DOWN CLIP FOR CR420NA4 GE CR420MAS 

SOCKET FOR CR420NPL RELAY GE CR420NA4 

RELAY, PLUG IN 4PDT 120V COIL GE CR420NPL044J 

END STOP, WEW 35/2 WEIDMUELLER 106120 

PLC MODULE, BAREBOARD 24VDC TECO SG212CRD 

PWR SPLY 24VDC 60W RHINO PSB24-060S-3 

 

 

 

Building Test SDS 
z/h 

Horizontal Vertical 

Code Criteria (g) AFLX-H ARIG-H AFLX-V ARIG-H 

CBC 2016 
ICC-ES  

AC 156 
2.56 1 4.10 3.07 1.72 0.69 

Natural Frequencies Test Results 

F-B S-S V The UUT maintained structural integrity and functionality after the 

AC156 test. UUT full of contents during test. n/a n/a n/a 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 7 

Saginaw NEMA 1 

Cold Formed Carbon Steel 

36.38”H x 30.38W” x 12”D, 281 lbs 

Wall mounted using:  (4) – 3/8” bolts 

 

 

 

 

 

 

 

 

 

 

Subcomponents Manufacturer Part # 

ENCLOSURE 36X30X12  NEMA 4,12 SAGINAW SCE-36N3012LP 

SUBPANEL 36X30 SAGINAW SCE-36N30MP 

CIRCUIT BREAKER,SPECTRA,100A GE SEHA36AT0100 

CIRCUIT BREAKER FRAME,600A GE SGHA36AT0600 

RATING PLUG 600AMP GE SRPG600A600 

UNDER VOLTAGE TRIP,24V GE SAUV3 

AUXILIARY SWITCH GE SAUXPAB2 

OPERATING HANDLE GE TH2 

OPERATING MECHANISM GE SGOM2 

LUG KIT GE TCAL40PD1 

Lug Kit GE TCLK265 

LUG KIT,600A,3LUGS GE TCLK365 

CIRCUIT BREAKER, 3P 250AMP 600V GE FGH34TE600R1 

LUG KIT, 600A AL HI AIC 3P GE FCALK318H 

CIRCUIT BREAKER GE THED136150WL 

CIRCUIT BREAKER, 3P 240V GE THQC32100WL 

UV TRIP GE TEDUV1 

PLATE, MOUNTING GE TQCGFBMPA10 

CIRCUIT BREAKER, 3P 63AMP 480V GE EP103ULD63 

CONTACT, AUX SIDE MOUNT 2NC GE GPAC02LLA 

AUX CONTACT, 1NO, 1 NC GE GPAC11LLA 

STARTER, MANUAL SIDE MOUNT GE GPAE11LLA 

STARTER, 24-32A GE GPS1BHAR 

STARTER, MANUAL 45-63A GE GPS2BHAU 

 

 

 

 

 

Building Test SDS 
z/h 

Horizontal Vertical 

Code Criteria (g) AFLX-H ARIG-H AFLX-V ARIG-H 

CBC 2016 
ICC-ES  

AC 156 
2.70 1 4.32 3.24 1.81 0.73 

Natural Frequencies Test Results 

F-B S-S V The UUT maintained structural integrity and functionality after the 

AC156 test. UUT full of contents during test. n/a n/a n/a 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 7 

Saginaw NEMA 1 

Cold Formed Carbon Steel 

36.38”H x 30.38W” x 12”D, 281 lbs 

Wall mounted using:  (4) – 3/8” bolts 

 

Subcomponents Manufacturer Part # 

AUX CONTACT BLOCK,2-N.O. GE BCLL20 

INTERLOCK, MECHANICAL GE BELA02 

CONTACTOR,3P,10A, 24V DC COIL GE CL00A310TD 

CONTACTOR, 602A 24V CK12 GE CK12BE311D 

CONTACTOR GE CK75CE311D 

RELAY,4 NO, 120VAC GE MCRA040ATJ 

LUG KIT GE CKX01 

LUG KIT GE CKX03 

COVER,LUG,1 POLE GE CM1CA5F 

TIMER KIT, PNEUMATIC GE BTLF30C 

RELAY,4NO,120VAC COIL GE RL4RA040TJ 

OVERLOAD RELAY GE RT5E 

FUSE BLOCK,3P,600V,30A,REJECT GE CHCC3DU 

FUSEBLOCK,1POLE,600V,50A,INDIC BUSSMAN JTN60060 

FUSE,60A,CLASS J BUSSMAN LPJ60SP 

TRANSFORMER, BUCK-BOOST, 1KVA GE 9T51B0210 

TRANSFORMER,240,480->120,3KVA GE 9T58K0055 

DISTRIBUTION BLOCK, 1POLE BUSSMAN PDBFS330 

NEUTRAL BAR 600A GE TNIA600 

GROUND BUS, (22) #4-#14, 200A GE TGK24 

GROUND BUS GE TGL8 

LUG,#6-250MCM,3/8" BOLT HOLE T-B ADR25-21 

LIMIT SWITCH W/PLASTIC WHEEL HONEYWELL GLDB01A2A 

BATTERY, 12VDC, 7Ah, .250 Tabs POWER SONIC PS1270 

HOLD DOWN CLIP, 2PDT RELAY GE CR420NAS 

RELAY SOCKET,DPDT,DIN RAIL MTG GE CR420NA2 

RELAY,DPDT,LED,12VDC GE CR420NPL0222 

RELAY, PLUGGABLE, 12VDC COIL GE 451WFPR1D01 

NAMEPLATE GE P9ASTBS 

CONTACT BLOCK, NC, IEC GE P9B01VN 

CONTACT BLOCK, NO, IEC GE P9B10VN 

LIGHT MODULE GE P9PTNVJLB 

PUSHBUTTON OPERATOR,EMER-OFF GE P9SEM3RN 

PUSHBUTTON OPERATOR GE P9SPLBGD 

TERMINAL BLOCK, 50A, BEIGE WEIDMUELLER 102020 

END BARRIER, WAP 2.5-10, BEIGE WEIDMUELLER 105000 

END STOP, WEW 35/2 WEIDMUELLER 106120 

POWER SUPPLY,15V,1.3A,100-240V PULS ML15.121 

POWER METER ELECTRO SW SHARK 100-200 

DIODE (SUB FOR 1N5624) NTE NTE5802 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 8 

Saginaw NEMA 12 

Cold Formed Carbon Steel 

20”H x 21.38W” x 9.25”D, 72.5 lbs 

Wall mounted using:  (4) – 1/2” bolts 

 

 

 

 

 

 

 

 

 

 

Subcomponents Manufacturer Part # 

ENCLOSURE 20X22X8 SAGINAW SCE-20SA2208LPPL 

SUBPANEL,17x17,N-12 SAGINAW SCE-20P20 

CIRCUIT BREAKER FRAME,3P,30A GE SEHA36AT0030 

RATING PLUG, 15A GE SRPE30A15 

BELL ALARM SWITCH GE SABAP1 

SHUNT TRIP,120VAC GE SAST1 

OPERATING MECHANISM GE SDOM1A 

LUG KIT, #12-3/0 GE TCAL18 

LUG KIT, LOW VOLTAGE TAP GE TCAL18LV 

LUG KIT GE TCAL19PD3 

RECORD CIRCUIT BREAKER 1P 15A 347V GE FBV16TE015R 

CIRCUIT BREAKER,100A,3P,25AIC GE FCS36TE100R 

HANDLE,DISCONNECT GE STDA1 

ALARM, BELL GE FABAM10W 

UV TRIP GE FAUVRJW 

LUG KIT, SINGLE, RECORD PLUS GE FCAL12 

LUG KIT FC 4-1/0 CU/AL GE FCAL14 

CIRCUIT BREAKER,1P,15A,BASEMTD GE THQC1115WL 

CIRCUIT BREAKER,2P,240V,20A GE TEB122020WL 

PLATES, MOUNTING GE TQCFMP3 

STARTER, MOTOR MANUAL 120V GE GPAULRAAJ 

STARTER, MOTOR MANUAL GE GPS1BSAA 

STARTER, MANUAL 6.3-10 A GE GPS2BHAK 

AUX CONTACT FOR CL01A31T_,N.O. GE BCLF10 

AUX CONTACT BLOCK,2-N.O. GE BCLL20 

 

 

 

 

Building Test SDS 
z/h 

Horizontal Vertical 

Code Criteria (g) AFLX-H ARIG-H AFLX-V ARIG-H 

CBC 2016 
ICC-ES  

AC 156 
2.56 1 4.10 3.07 1.72 0.69 

Natural Frequencies Test Results 

F-B S-S V The UUT maintained structural integrity and functionality after the 

AC156 test. UUT full of contents during test. n/a n/a n/a 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 8 

Saginaw NEMA 12 

Cold Formed Carbon Steel 

20”H x 21.38W” x 9.25”D, 72.5 lbs 

Wall mounted using:  (4) – 1/2” bolts 

 

 

Subcomponents Cont’d Manufacturer Part # 

CONTACTOR,3P,10A, 24V DC COIL GE CL00A310TD 

RELAY,4 NO, 120VAC GE MCRA040ATJ 

TIMER,ELECTRONIC,0.5-60SEC. GE MREBC10AC2 

RELAY, 4 POLE, 4NO/0NC,24VAC GE RL4RA040T1 

OVERLOAD RELAY,.16-.25A GE RT1B 

LATCH MECH. 24VAC GE RMLFD 

FUSE BLOCK,1P,600V,30A GE CHM1DU 

FUSEBLOCK,1POLE,600V,30A GE JT60030 

TRANSFORMER 050KVA,240/480V P,120V 
S GE 9T58K0042 

POWER DISTRIBUTION BLOCK 175A GE PDBFS204 

NEUTRAL BAR GE TNI100 

LUG,#6-250MCM,3/8" BOLT HOLE T-B ADR25-21 

GROUND LUG, 2AWG-600MCM T-B ADR60 

GROUND BUS, COPPER SQ D PK12GTA 

BATTERY, 12VDC, 7Ah, .250 Tabs POWERSONIC PS1270 

HOLD DOWN CLIP, 2PDT RELAY GE CR420NAS 

RELAY SOCKET,DPDT,DIN RAIL MTG GE CR420NA2 

RELAY,DPDT,LED,12VDC GE CR420NPL0222 

RELAY, PLUGGABLE, 12VDC COIL GE 451WFPR1D01 

PUSHBUTTON,RED,FLUSH,NEMA GE CR104PBG00R1 

PUSH BUTTON GE CR104PBG91B2 

SWITCH 3POS 1NO 1NC GE CR104PSG74B91 

CONTACT BLOCK,1NC,FINGER SAFE GE CR104PXC01F 

END STOP, WEW 35/2 WEIDMUELLER 106120 

POWER SUPPLY,15V,1.3A,100-240V PULS ML15.121 
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BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

 

Test Report B103-17034-R2 – UUT 10 

Saginaw NEMA 12 

Cold Formed Carbon Steel 

60”H x 37.38W” x 13.25”D, 484 lbs 

Wall mounted using:  (4) – 1/2” bolts 

 

 

 

 

 

 

 

 

 

 

 

 

Subcomponents Manufacturer Part # 

ENCLOSURE 60 X 38 X 12, NEMA 4, 12 SAGINAW SCE-60SA3812LPPL 

SUBPANEL,60x36 SAGINAW SCE-60P36 

CIRCUIT BREAKER FRAME,600A GE SGHA36AT0600 

CIRCUIT BREAKER FRAME,1200A GE SKHA36AT1200 

RATING PLUG 600AMP GE SRPG600A600 

RATING PLUG GE SRPK1200A1200 

UNDER VOLTAGE TRIP GE SAUV1 

UNDER VOLTAGE TRIP,24V GE SAUV3 

AUXILIARY SWITCH, CB GE SAUXPAB1 

OPERATING CABLE  GE SC6H 

OPERATING HANDLE GE SCH2K 

OPERATING HANDLE GE TH1 

OPERATING HANDLE GE TH2 

OPERATING MECHANISM GE SCOM1K 

OPERATING MECHANISM GE SGOM2 

SPECTRA LUG KIT GE TCAL124 

SPECTRA LUG KIT GE TCAL125 

LUG KIT G FRAME MULIT HOLE GE TCAL40PD3 

LUG KIT,600A,3LUGS GE TCLK365 

CIRCUIT BREAKER, 3P 250AMP 600V GE FGN36DB250LF 

UV TRIP GE FAUVRJW 

 

 

 

 

 

Building Test SDS 
z/h 

Horizontal Vertical 

Code Criteria (g) AFLX-H ARIG-H AFLX-V ARIG-H 

CBC 2016 
ICC-ES  

AC 156 
2.56 1 4.10 3.07 1.72 0.69 

Natural Frequencies Test Results 

F-B S-S V The UUT maintained structural integrity and functionality after the 

AC156 test. UUT full of contents during test. n/a n/a n/a 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 10 

Saginaw NEMA 12 

Cold Formed Carbon Steel 

60”H x 37.38W” x 13.25”D, 484 lbs 

Wall mounted using:  (4) – 1/2” bolts 

 

Subcomponents Cont’d Manufacturer Part # 

LUG KIT, 600A AL HI AIC 3P GE FCALK318H 

CIRCUIT BREAKER, 3P 240V GE THQC32100WL 

CIRCUIT BREAKER GE THED136150WL 

UV TRIP GE TEDUV1 

PLATES, MOUNTING GE TQCFMP3 

PLATES, MOUNTING GE TQCGFBMPA10 

CIRCUIT BREAKER, 3P 63AMP 480V GE EP103ULD63 

CONTACT, AUX SIDE MOUNT 2NC GE GPAC02LLA 

AUX CONTACT, 1NO, 1 NC GE GPAC11LLA 

STARTER, MANUAL SIDE MOUNT GE GPAE11LLA 

STARTER, 24-32A GE GPS1BHAR 

STARTER, MANUAL 45-63A GE GPS2BHAU 

INTERLOCK, MECHANICAL GE BELA02 

CONTACTOR,AC,104A,75HP,120V GE CL10A311MJ 

CONTACTOR, 602A 24V CK12 GE CK12BE311D 

CONTACTOR GE CK75CE311D 

RELAY,4 NO, 120VAC GE MCRA040ATJ 

LUG KIT GE CKX01 

LUG KIT GE CKX03 

COVER,LUG,1 POLE GE CM1CA5F 

TIMER KIT, PNEUMATIC GE BTLF30C 

RELAY,4NO,120VAC COIL GE RL4RA040TJ 

OVERLOAD RELAY GE RT5E 

FUSE BLOCK,3P,600V,30A,REJECT BUSSMANN CHCC3DU 

FUSE BLOCK,1P,600V,30A BUSSMANN CHM1DU 

400A FUSE BLOCK BUSSMANN JM60400-1CR 

600A FUSE BLOCK BUSSMANN JM60600-1CR 

FUSEBLOCK,1POLE,600V,50A,INDIC BUSSMAN JTN60060 

CLASS J 400A FUSE BUSSMANN LPJ400SP 

CLASS J 600A FUSE BUSSMANN LPJ600SP 

TRANSFORMER, BUCK-BOOST, 1KVA GE 9T51B0210 

TRANSFORMER,240,480->120,3KVA GE 9T58K0055 

DISTRIBUTION BLOCK, 1POLE GE PDBFS330 

Distribution Block 1-pole GE PDBFS504 

NEUTRAL BAR 1200A GE TNIA1200 

GROUND BUS GE TGK42 

GROUND BUS GE TGL8 

LUG,#6-250MCM,3/8" BOLT HOLE T-B ADR25-21 

LIMIT SWITCH W/PLASTIC WHEEL HONEYWELL GLDB01A2A 

BATTERY, 12VDC, 7Ah, .250 Tabs POWERSONIC PS1270 

RECTIFIER  28A 115VDC BEVCO SD-300 

HOLD DOWN CLIP FOR CR420NA4 GE CR420MAS 

HOLD DOWN CLIP, 2PDT RELAY GE CR420NAS 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 10 

Saginaw NEMA 12 

Cold Formed Carbon Steel 

60”H x 37.38W” x 13.25”D, 484 lbs 

Wall mounted using:  (4) – 1/2” bolts 

 

Subcomponents Cont’d Manufacturer Part # 

RELAY SOCKET,DPDT,DIN RAIL MTG GE CR420NA2 

RELAY SOCKET  GE CR420NA4 

RELAY,DPDT,LED,12VDC GE CR420NPL0222 

RELAY, PLUG IN 4PDT 120V COIL GE CR420NPL044J 

RELAY, PLUGGABLE, 12VDC COIL GE 451WFPR1D01 

RELAY, 4P 5A PLUG IN W/ DIODE GE RY4S-UDC12V 

SOCKET, RELAY, DIN MOUNT IEDC SY4S-05 

NAMEPLATE GE P9ASTBS 

CONTACT BLOCK, NC, IEC GE P9B01VN 

CONTACT BLOCK, NO, IEC GE P9B10VN 

LIGHT MODULE GE P9PTNVJLB 

PUSHBUTTON OPERATOR,EMER-OFF GE P9SEM3RN 

PUSHBUTTON OPERATOR GE P9SPLBGD 

PUSHBUTTON,RED,FLUSH,NEMA GE CR104PBG00R1 

PUSH BUTTON GE CR104PBG91B2 

SWITCH 3POS 1NO 1NC GE CR104PSG74B91 

CONTACT BLOCK,1NC,FINGER SAFE GE CR104PXC01F 

TERMINAL BLOCK, 50A, BEIGE WEIDMUELLER 102020 

END BARRIER, WAP 2.5-10, BEIGE WEIDMUELLER 105000 

END STOP, WEW 35/2 WEIDMUELLER 106120 

PLC MODULE, BAREBOARD 24VDC TECO SG212CRD 

PWR SPLY 24VDC 60W RHINO PSB24-060S-3 

POWER SUPPLY,15V,1.3A,100-240V PULS ML15.121 

CURRENT TRANSFORMER BENDER WR70X175S 

CURRENT TRANSFORMER GE 2SHT-500 

POWER METER ACCUENERGY 
ACUVIM-IIW-M-5A-P1-AXM-
NET 

POWER METER ELECTRO SW SHARK 100-200 

CT SHORT CIRCUIT TERMINAL BLOCK GE 1KUGS-IKU-6-S 300V 

DIODE VISHAY 1N4007 

DIODE (SUB FOR 1N5624) NTE NTE5802 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 11 

Saginaw NEMA 12 

Cold Formed Carbon Steel 

48”H x 37.38W” x 9.25”D, 264 lbs 

Wall mounted using:  (4) – 1/2” bolts 

 

 

 

 

 

 

 

 

 

 

 

 

 

Subcomponents Manufacturer Part # 

ENCLOSURE, 48X38X8, NEMA 12, 4 SAGINAW SCE-48SA3808LPPL 

SUBPANEL,45x33 SAGINAW SCE-48P36 

CIRCUIT BREAKER FRAME,3P,30A GE SEHA36AT0030 

CIRCUIT BREAKER,SPECTRA,100A GE SEHA36AT0100 

CIRCUIT BREAKER,250A GE SFHA36AT0250 

CIRCUIT BREAKER FRAME,400A GE SGHA36AT0400 

RATING PLUG, 30A GE SRPE30A30 

RATING PLUG, 80A GE SRPE100A80 

PLUG,RATING,200A GE SRPF250A200 

RATING PLUG,250A GE SRPG400A250 

UNDER VOLTAGE TRIP GE SAUV1 

OPERATING CABLE, GE SC5L 

OPERATING CABLE GE SC6H 

OPERATING HANDLE GE SCH2 

OPERATING MECHANISM GE SCOM1G 

LUG KIT, #12-3/0 GE TCAL18 

LUG KIT, LOW VOLTAGE TAP GE TCAL18LV 

LUG KIT GE TCAL19PD3 

LUG KIT, #8-350MCM GE TCAL29 

LUG KIT,600A,3 LUGS GE TCLK365 

CIRCUIT BREAKER,1-POLE,1-AMP GE EP101ULC01 

CIRCUIT BREAKER, 1P, 3A GE EP101ULC03 

CONTACTOR,IEC,3P,GE,17.5A GE CL02A310TJ 

 

 

 

Building Test SDS 
z/h 

Horizontal Vertical 

Code Criteria (g) AFLX-H ARIG-H AFLX-V ARIG-H 

CBC 2016 
ICC-ES  

AC 156 
2.77 1 4.43 3.32 1.86 0.75 

Natural Frequencies Test Results 

F-B S-S V The UUT maintained structural integrity and functionality after the 

AC156 test. UUT full of contents during test. n/a n/a n/a 
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 OSP APPLICATION  

BEVCO - Medical Systems Control Panels  

III. UUT Summary Sheets 

Test Report B103-17034-R2 – UUT 11 

Saginaw NEMA 12 

Cold Formed Carbon Steel 

48”H x 37.38W” x 9.25”D, 264 lbs 

Wall mounted using:  (4) – 1/2” bolts 

 

Subcomponents Cont’d Manufacturer Part # 

FUSE BLOCK LITTLEFUSE CCMR002 

FUSE BLOCK, 1P, 30A, CLASS CC BUSSMAN CHCC1DU 

FUSE BLOCK,2P,600V,30A,REJECT BUSSMAN CHCC2DU 

TRANSFORMER,208/400:120,250VA GE 9T58E0506 

NEUTRAL BAR GE TNIA400 

LUG,#6-250MCM,3/8" BOLT HOLE T-B ADR25-21 

LUG,LINE  T-B ADR35 

COMPRESSION LUG PANDUIT LCA638L 

GROUND BUS, COPPER SQ D PK12GTA 

TELEPHONE CABINET, 12X12X4 SAGINAW 1212TCF 

BATTERY, 12VDC, 7Ah, .250 Tabs POWER SONIC PS1270 

RELAY 4PDT 12VDC IEDC RY4S-UDC12V 

RELAY SOCKET,14PIN,DIN RAIL IEDC SY4S-05 

RELAY SOCKET IEDC SY4S-51F1 

NAMEPLATE GE P9ASTBS 

CONTACT BLOCK, NC, IEC GE P9B01VN 

CONTACT BLOCK, NO, IEC GE P9B10VN 

120VAC LIGHT MODULE GE PNPDNVJLV 

PILOT LIGHT,GREEN GE P9SLVD 

PUSH BUTTON 22MM RED GE P9XPNRS 

TERMINAL BLOCK WEIDMUELLER 101010 

TERMINAL BLOCK, WDU 4, BEIGE WEIDMUELLER 102010 

END BARRIER, WAP 2.5-10, BEIGE WEIDMUELLER 105000 

JUMPER,2P,WEIDMULLER WQV 6/2 WEIDMUELLER 105236 

END STOP, WEW 35/2 WEIDMUELLER 106120 

POWER SUPPLY,15V,1.3A,100-240V PULS ML15.121 

MONITOR, DIGITAL GROUND FAULT BENDER RCM420D2 

CURRENT TRANSFORMER BENDER W3S105 

CURRENT TRANSFORMER BENDER WR70X176S 

POWER METER ACCU ENERGY 
ACUVIM-IIW-D-5A-P1-AXM-
NET 

CURRENT TRANSFORMER ACCU ENERGY CT203-600-5 

POWER METER GE EPM6000E 

DIODE VISHAY 1N4007 
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BEVCO X-Ray Panels are designed for 3-phase, 208/380/400/415/480 Volts AC 50/60 

Hz in the current ratings listed below.  Each panel is UL-cUL labeled 25,000A symmetrical 

short circuit current rated, off white paint finish and include two remote emergency off 

pushbuttons, stainless steel wall plate and emergency off nameplate. 

Substitute actual voltage for 480 in the catalog number. If single phase panel add 1PH as last 

suffix.  Multiple circuit breakers are listed as MAIN CB FIRST (xxx) – THEN EACH BRANCH 

BREAKER –xxx FOLLOWED BY SUFFIXS. 

Basic Part Number 

 

XR480-xxx-BS 

 

Substitute “xxx” with the following available amperage ratings: 

030, 040,  050,  060,  070,  080,  090,  100,  110, 125, 150,  175,  

225, 250 

   

Options:  

Suffix Description 

-BS Main Disconnect Panel utilizes manually operated circuit breaker with 24VAC SHUNT 

TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BK Main Disconnect Panel utilizes manually operated circuit breaker with 120VAC SHUNT 

TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BB Main Disconnect Panel utilizes manually operated circuit breaker with 24VAC 

UNDERVOLTAGE TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BU Main Disconnect Panel utilizes manually operated circuit breaker with 120VAC 

UNDERVOLTAGE TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BA Auto-Reclosure option.   The Basic Panels utilizing shunt trip or undervoltage trip listed 

above requires a technician to manually reset the main breaker following an emergency 

power off or if undervoltage equipped any power failure.  This auto reclosure option 

automatically restores power to the equipment following a power loss.  The system 

incorporates a brief delay before re-energizing to allow the incoming power to stabilize, 

reducing the potential for damage to sensitive electronic devices typically encountered 

during storms or when switching to or from generator power. 

-NA Battery Free Auto-Reclosure option.   The Basic Panels listed above requires a 

technician to manually reset the main breaker following an emergency power off or if 

undervoltage equipped any power failure.  This option automatically restores power to 

the equipment following a power loss.  The system incorporates a brief delay before re-

energizing to allow the incoming power to stabilize, reducing the potential for damage 

to sensitive electronic devices typically encountered during storms or when switching to 

or from generator power. 

-BL Room Lighting and "X-Ray In-Use" Warning Light Control option.  Fully integrated 

warning light operation directly from the disconnect panel along with control of the 

room general  lighting using a foot-operated switch (included) 

-AL Combination Auto-Reclosure, X-Ray Warning light controller and Room Lighting 

options as detailed above. 

 

Listed above are common options and configurations.  A wide variety of potential 

combinations of voltage, short-circuit current ratings, and amperage requirements can be 

accommodated.  
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BEVCO CT Main disconnect- Panels are designed for 3-phase, 208/380/400/415/480 

Volts AC 50/60 Hz in the current ratings listed below.  Each panel is UL-cUL labeled 25,000A 

symmetrical short circuit current rated, off white paint finish and include two remote 

emergency off pushbuttons, stainless steel wall plate and emergency off nameplate. 

Substitute actual voltage for 480 in the catalog number. If single phase panel add 1PH as last 

suffix.   

Multiple circuit breakers are listed as MAIN CB FIRST (xxx) – THEN EACH BRANCH BREAKER –

xxx FOLLOWED BY SUFFIXS. 

Basic Part Number 

 

CT480-xxx-BB 

 

 

Substitute “xxx” with the following available amperage ratings: 

030, 040,  050,  060,  070,  080,  090,  100,  110, 125, 150,  175,  

225, 250 

 

 

 

Basic  

Part Number 
3-Phase Voltage Amperage 

Nominal Dimensions 

Height Width Depth 

CT480-090-BB 208/400/415/480 50/60 Hz 90 24" 15" 9" 

CT480-110-BB 208/400/415/480 50/60 Hz 110 30" 24" 9" 

CT480-125-BB 208/400/415/480 50/60 Hz 125 30" 24" 9" 

CT480-150-BB 208/400/415/480 50/60 Hz 150 30" 24" 9" 

CT400-090-BB 208/400/415/480 50/60 Hz 90 24" 15" 9" 

CT400-110-BB 208/400/415/480 50/60 Hz 110 30" 24" 9" 

CT400-125-BB 208/400/415/480 50/60 Hz 125 30" 24" 9" 

CT400-150-BB 208/400/415/480 50/60 Hz 150 30" 24" 9" 

 

Option Description 

-BB Basic Main Disconnect Panel 

-BU UPS Interface option.   Fully integrate emergency power off 

function if an Uninterruptible Power Supply (by others) is included 

in the system.   See below for compatible UPS Bypass Panel for UPS 

maintenance and safety. 
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BEVCO MR Disconnects- Panels are designed for 3-phase, 208/380/400/415/480 Volts 

AC 50/60 Hz in the current ratings listed below.  Each panel is UL-cUL labeled 25,000A 

symmetrical short circuit current rated, off white paint finish and include two remote 

emergency off pushbuttons, stainless steel wall plate and emergency off nameplate. 

Substitute actual voltage for 480 in the catalog number. If single phase panel add 1PH as last 

suffix.   

MRI panels usually have multiple branch breakers. For multiple circuit breakers list as MAIN 

CB FIRST (xxx), THEN EACH BRANCH BREAKER –xxx FOLLOWED BY SUFFIXS. 

Basic Part Number 

MR480-xxx-BB 

 

Substitute “xxx” with the following available amperage ratings: 

030, 040,  050,  060,  070,  080,  090,  100,  110, 125, 150,  175,  

225, 250 

 

Basic Part Number 3-Phase Voltage 
Main MR 

Amperage 

Chiller 

Amperage 

Nominal Dimensions 

Height Width Depth 

MR480-090-BB 208/400/415/480 50/60 Hz 90 20 24" 15" 9" 

 

Listed above are common options and configurations.  A wide variety of potential 

combinations of voltage, short-circuit current ratings, and amperage requirements can be 

accommodated. 
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BEVCO ST (shunt trip) or UV (undervoltage trip) main disconnect 

panels are designed for 3-phase, 208/380/400/415/480 Volts AC 50/60 Hz in the current 

ratings listed below.  Each panel is UL-cUL labeled 25,000A symmetrical short circuit current 

rated, off white paint finish and include two remote emergency off pushbuttons, stainless 

steel wall plate and emergency off nameplate. 

Substitute actual voltage for 480 in the catalog number. If single phase panel add 1PH as last 

suffix.  Multiple circuit breakers are listed as MAIN CB FIRST (xxx) – THEN EACH BRANCH 

BREAKER –xxx FOLLOWED BY SUFFIXS. 

Basic Part Number 

 

(ST or UV)480-

xxx-BS 

 

Substitute “xxx” with the following available amperage ratings: 

030, 040,  050,  060,  070,  080,  090,  100,  110, 125, 150,  175,  

225, 250 

  

Options:  

Suffix Description 

-BS Main Disconnect Panel utilizes manually operated circuit breaker with 24VAC SHUNT 

TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BK Main Disconnect Panel utilizes manually operated circuit breaker with 120VAC SHUNT 

TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BB Main Disconnect Panel utilizes manually operated circuit breaker with 24VAC 

UNDERVOLTAGE TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BU Main Disconnect Panel utilizes manually operated circuit breaker with 120VAC 

UNDERVOLTAGE TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BA Auto-Reclosure option.   The Basic Panels utilizing shunt trip or undervoltage trip listed 

above requires a technician to manually reset the main breaker following an emergency 

power off or if undervoltage equipped any power failure.  This auto reclosure option 

automatically restores power to the equipment following a power loss.  The system 

incorporates a brief delay before re-energizing to allow the incoming power to stabilize, 

reducing the potential for damage to sensitive electronic devices typically encountered 

during storms or when switching to or from generator power. 

-NA Battery Free Auto-Reclosure option.   The Basic Panels listed above requires a 

technician to manually reset the main breaker following an emergency power off or if 

undervoltage equipped any power failure.  This option automatically restores power to 

the equipment following a power loss.  The system incorporates a brief delay before re-

energizing to allow the incoming power to stabilize, reducing the potential for damage 

to sensitive electronic devices typically encountered during storms or when switching to 

or from generator power. 

-BL Room Lighting and "X-Ray In-Use" Warning Light Control option.  Fully integrated 

warning light operation directly from the disconnect panel along with control of the 

room general  lighting using a foot-operated switch (included) 

-AL Combination Auto-Reclosure, X-Ray Warning light controller and Room Lighting 

options as detailed above. 
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Listed above are common options and configurations.  A wide variety of potential 

combinations of voltage, short-circuit current ratings, and amperage requirements can be 

accommodated.  

 

BEVCO MR DC LIGHTING PANELS 

 

Basic Part Number 
Incoming Voltage 

Amperage @ 

115 VDC 

Output  

circuits 
Nominal Dimensions 

Height Width Depth 

DC120-10-BB 120V 1-Phase 10 1 24" 15" 9" 

DC240-10-BB 240V 1-Phase 10 1 24" 15" 9" 

DC240-20-BB 240V 1-Phase 20 1 24" 15" 9" 

DC208-10-BB 208V 3-Phase 10 1 24" 15" 9" 

DC208-20-BB 208V 3-Phase 20 1 24" 15" 9" 

DC208-30-BB 208V 3-Phase 30 2 24" 15" 9" 

DC208-40-BB 208V 3-Phase 40 2 24" 15" 9" 

 

 

SIEMENS HEALTHCARE 

Siemens IEC catalog numbers are for specific voltages, ampacity ratings and modalities. 

Catalog numbers with “xx” identifier are modality codes, such as “AU” or “AX” for cardiology, “XR” for X-

ray, “CT” for CT systems, and “MR” is for MR systems. Panel ampacity is indicated as “yyy”.  The part 

number translates as IECxx480VyyyA 
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GE Healthcare 

GE panels have unique cat numbers for specific voltage, current and modality. Additional ratings are 

created as necessary for expanding product utilization. 

The E catalog numbers are accessory sales catalog numbers and may be for any modality.  M catalog 

numbers are for MR.  Pet-MR, GOOOAL or Rio are main disconnects that have catalog numbers  in 

process and reference specific designs. 

 

Varian Medical systems 

Varian panels have unique cat numbers for specific voltage, current and system. Additional ratings are 

created as necessary for expanding product utilization. 
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Hitachi Medical Systems 

Hitachi Main Disconnect Panels are designed for 3-phase, 208/380/400/415/480 

Volts AC 50/60 Hz in the current ratings listed below.  Each panel is UL-cUL labeled 25,000A 

symmetrical short circuit current rated, off white paint finish and include two remote 

emergency off pushbuttons, stainless steel wall plate and emergency off nameplate. 

Substitute actual voltage for 480 in the catalog number. If single phase panel add 1PH as last 

suffix.  Multiple circuit breakers are listed as MAIN CB FIRST (xxx) – THEN EACH BRANCH 

BREAKER –xxx FOLLOWED BY SUFFIXS. 

Basic Part Number 

 

HI480-xxx-BS 

 

Substitute “xxx” with the following available amperage ratings: 

030, 040,  050,  060,  070,  080,  090,  100,  110, 125, 150,  175,  

225, 250 

   

Options:  

Suffix Description 

-BS Main Disconnect Panel utilizes manually operated circuit breaker with 24VAC SHUNT 

TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BK Main Disconnect Panel utilizes manually operated circuit breaker with 120VAC SHUNT 

TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BB Main Disconnect Panel utilizes manually operated circuit breaker with 24VAC 

UNDERVOLTAGE TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BU Main Disconnect Panel utilizes manually operated circuit breaker with 120VAC 

UNDERVOLTAGE TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BA Auto-Reclosure option.   The Basic Panels utilizing shunt trip or undervoltage trip listed 

above requires a technician to manually reset the main breaker following an emergency 

power off or if undervoltage equipped any power failure.  This auto reclosure option 

automatically restores power to the equipment following a power loss.  The system 

incorporates a brief delay before re-energizing to allow the incoming power to stabilize, 

reducing the potential for damage to sensitive electronic devices typically encountered 

during storms or when switching to or from generator power. 

-NA Battery Free Auto-Reclosure option.   The Basic Panels listed above requires a 

technician to manually reset the main breaker following an emergency power off or if 

undervoltage equipped any power failure.  This option automatically restores power to 

the equipment following a power loss.  The system incorporates a brief delay before re-

energizing to allow the incoming power to stabilize, reducing the potential for damage 

to sensitive electronic devices typically encountered during storms or when switching to 

or from generator power. 

-BL Room Lighting and "X-Ray In-Use" Warning Light Control option.  Fully integrated 

warning light operation directly from the disconnect panel along with control of the 

room general  lighting using a foot-operated switch (included) 

-AL Combination Auto-Reclosure, X-Ray Warning light controller and Room Lighting 

options as detailed above. 
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Listed above are common options and configurations.  A wide variety of potential 

combinations of voltage, short-circuit current ratings, and amperage requirements can be 

accommodated.  

 

Fuji Main Disconnect Panels are designed for 3-phase, 208/380/400/415/480 Volts 

AC 50/60 Hz in the current ratings listed below.  Each panel is UL-cUL labeled 25,000A 

symmetrical short circuit current rated, off white paint finish and include two remote 

emergency off pushbuttons, stainless steel wall plate and emergency off nameplate. 

Substitute actual voltage for 480 in the catalog number. If single phase panel add 1PH as last 

suffix.  Multiple circuit breakers are listed as MAIN CB FIRST (xxx) – THEN EACH BRANCH 

BREAKER –xxx FOLLOWED BY SUFFIXS. 

Basic Part Number 

 

FM480-xxx-BS 

 

Substitute “xxx” with the following available amperage ratings: 

030, 040,  050,  060,  070,  080,  090,  100,  110, 125, 150,  175,  

225, 250 

   

Options:  

Suffix Description 

-BS Main Disconnect Panel utilizes manually operated circuit breaker with 24VAC SHUNT 

TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BK Main Disconnect Panel utilizes manually operated circuit breaker with 120VAC SHUNT 

TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BB Main Disconnect Panel utilizes manually operated circuit breaker with 24VAC 

UNDERVOLTAGE TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BU Main Disconnect Panel utilizes manually operated circuit breaker with 120VAC 

UNDERVOLTAGE TRIP main circuit breaker and two remote emergency off pushbuttons. 

-BA Auto-Reclosure option.   The Basic Panels utilizing shunt trip or undervoltage trip listed 

above requires a technician to manually reset the main breaker following an emergency 

power off or if undervoltage equipped any power failure.  This auto reclosure option 

automatically restores power to the equipment following a power loss.  The system 

incorporates a brief delay before re-energizing to allow the incoming power to stabilize, 

reducing the potential for damage to sensitive electronic devices typically encountered 

during storms or when switching to or from generator power. 

-NA Battery Free Auto-Reclosure option.   The Basic Panels listed above requires a 

technician to manually reset the main breaker following an emergency power off or if 

undervoltage equipped any power failure.  This option automatically restores power to 

the equipment following a power loss.  The system incorporates a brief delay before re-

energizing to allow the incoming power to stabilize, reducing the potential for damage 

to sensitive electronic devices typically encountered during storms or when switching to 

or from generator power. 

-BL Room Lighting and "X-Ray In-Use" Warning Light Control option.  Fully integrated 

warning light operation directly from the disconnect panel along with control of the 

room general  lighting using a foot-operated switch (included) 

-AL Combination Auto-Reclosure, X-Ray Warning light controller and Room Lighting 

 
05/05/2016

 
OSP-0457-10

 
Page 51 of 52
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options as detailed above. 

 

Listed above are common options and configurations.  A wide variety of potential 

combinations of voltage, short-circuit current ratings, and amperage requirements can be 

accommodated.  

 

 

GENERAL Catalog number format 

 

BEVCO, Fuji, Hitachi, general Panels catalog numbers;  
MMVVV-CBAM-CBA2-CBA3-FE.   
MM= MODALITY or Manufacture prefix  
VVV=VOLTAGE,  
CBAM=AMPERAGE OF MAIN CB 
CBA2-CBA*=amperage of each branch breaker 
FE=FEATURES OF THE PANEL, PHASES, TYPE OF TRIP, ETC. 
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